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FUEL-FAILURE DETECTION IN 
LMFBR POWER PLANTS 

by 

K. G. A. Porges 

ABSTRACT 

LMFBR plants now under design impose new requ i re ­
ments on fuel-failure detection: In addition to detection s y s ­
tems that are essentially diagnostic and therefore can trade 
speed for sensitivity, equipment must be provided that can 
effect the fastest possible shutdown in case of a major fail­
u re . This repor t is pr imari ly concerned with the application 
of delayed-neutron monitoring to the latter task. The various 
effects on the signal obtained from such a channel of the type 
of fuel, conjectural failure mechanism, fission-product t r an s ­
port to the detector site, and, finally, electronic processing 
are discussed and evaluated in the light of transient-detection 
s ta t i s t ics . Such stat ist ical considerations strongly emphasize 
the need for adequate electronic processing and provide 
guidance in the choice of detector site and other hardware 
decisions. With well-designed electronics and a favorable 
site, a delayed neutron-monitoring system can give a failure 
indication within about 5 sec from the actual moment of 
failure, whereas a flowmeter gives an indication within 1 sec 
from the moment the channel becofries blocked by debris . 
The delayed-neutron signal should allow certain inferences 
regarding the type and extent of failure from the signal shape; 
the flowmeter, on the other hand, locates the event. The 
two systems thus complement each other. 

1. SUMMARY 

The rapid and reliable detection of fuel-cladding failures in future 
large power reac tors of LMFBR (Liquid Metal Fas t Breeder Reactor) 
type presents a number of problems that appear to require discussion, 
even though many plant design parameters are still uncertain at this 
writing. 

At the outset of such a discussion, let us distinguish between dif­
ferent types of cladding failure, which we may call "leaks" and "burs t s . " 
The appearance of cladding leaks in LMFBR plants does not imply a 
serious and immediate hazard per se. However, equipment is usually 



provided to indicate cladding leaks through the presence of fission produc s 
in the coolant or gas blanket. Various types of detection systems have been 
developed for this task in connection with other reactor designs, some of 
these are being tested on existing LMFBR facilities such as EBR-II 
(Experimental Breeder Reactor-II). Novel ideas, chiefly aimed at 
facilitating the location of a failed element or subassembly, have been 
proposed and still require testing. On the whole, the technical development 
of cladding-failure detection for diagnostic purposes in connection with 
LMFBR plants may be said to be well advanced. 

In contrast, the prospect of coping with possible violent burs t s in 
time to prevent further damage to the core is somewhat doubtful The high 
power density and high cladding surface temperature charac ter i s t ic of the 
LMFBR design require a very large coolant throughput. Consequently, 
blocking of a flow channel by debris (such as might be thrown off by a burst) 
can be estimated to lead to proliferation of damage within seconds, depending 
on the degree of blocking. Thus far, the only practical means envisaged of 
detecting flow obstruction rapidly enough to at least l imit the likely damage 
is direct flowmetering of each subassembly. Temperature readout at many 
points, which has long been the mainstay of safety instrumentation, is 
comparatively slower; it is thus useful mostly for confirmation. All other 
practical methods entail still more delay. 

It may now be pointed out that flowmeter and tempera ture indications 
s tar t at the moment the channel is actually blocked, and thus do not react to 
the preceding chain of events, involving a cladding burs t and expulsion of 
debr is . The onset of those phenomena, whatever may be their duration and 
complexity, is connected with the injection of fission products into the 
coolant--among others, delayed-neutron p recurso r s (DNP's). F iss ion-
product detection by a downstream DNP monitor is inevitably delayed by 
the t ransport time, which cannot be reduced below a few seconds. By itself, 
such a monitor is evidently not to be relied upon to prevent all damage; 
however, the t ransport delay counts from the moment of rupture, while 
other indications depend on somewhat later occur rences . A DNP monitor 
would thus complement the flowmeters and thus contribute significantly 
to overall plant safety, part icularly for events that feature some delay 
between burs t and channel blockage, or when debris is emitted but does 
not immediately block the flow (in which case it may still lodge elsewhere 
in the core in a subsequent passage). The present status of experience 
with cladding burs ts does not rule out such conjectural failure h is tor ies . 

DNP monitoring is further useful in connection with the detection 
of small leaks, or similar essentially diagnostic tasks . DNP systems that 
do not aim at the fastest possible detection are , in fact, employed largely 
for that purpose. However, although several other schemes can detect 
the presence of fission products in the coolant or gas blanket with compar ­
able, or perhaps greater , sensitivity, no other method has the potential for 



detection of a major failure with minimum delay, as discussed in full detail 
in another repor t on the subject of fast- t ransient detection. ' To exploit 
this potential, a detector site directly on a main coolant duct is required. 
For various pract ical reasons , however, existing DNP monitors (such as 
the FERD--Fue l Element Rupture Detec tor- - system of EBR-11) are 
located on bypass loops. This report discusses the pros and cons of these 
two types of detector locations, without entering into specific design 
features (which would depend in large measure on other design details of 
the reactor plant). One of the important advantages of a "close" site (aside 
from minimum announcement delay) is the improvement of detection 
s ta t is t ics . This resul t s , on the one hand, in improved reliability, and on 
the other hand, in a c l ea re r "signature" through which the type of failure 
can be inferred. 

The stat ist ics of detection' are generally emphasized here, since 
statist ical considerations provide the key to rational equipment design. 
Thus, for instance, the dependence of such indices of reliability as the 
detection probability on the signalV"oise ratio has certain important 
implications for the design of shielding. 

Another point that needs some emphasis is the design and adjust­
ment of electronic signal-processing equipnnent. The possibility of 
recognition of certain types of cladding failures (which is likely to become 
a more important aspect of DNP monitoring as more information regarding 
the mechanism of failure becomes available) depends in large measure on 
the frequency-response bandwidth of the processor . In this connection, the 
usual combination of a general-purpose count-rate meter and chart recorder 
is entirely unsuitable for either reliable detection or signature recognition, 
considering that the equipment is required to portray transients of a peak 
width amounting to a fraction of a second. 

To sum up, the main conclusion of this report is the contention that 
a fast-responding DNP installation can contribute significantly to the safety 
of an LMFBR power plant. To make such an installation effective, beyond 
its use as just another diagnostic device, hardware and shielding problems 
connected with a site on a main coolant duct will have to be solved, and an 
electronic signal processing system (or computer software) adapted to the 
hardware systenn will have to be developed and tested. 

Fuel-cladding failure-detection equipment is not subject to the normal 
test of pract ical performance which, for other newly developed ins t rumenta­
tion, quickly vindicates either the claims of the designer or the natural 
skepticism of the use r . A given cladding failure-detection system may 
never be faced with a "catastrophic" car t r idge burst during the entire 
operating life of the plant; p rogress in reactor design may render the s y s ­
tem obsolete before it can be known whether its principle, or its detailed 
design, is sound. In this situation, technical p rogress is best promoted by 
detailed discussion and presentation of arguments, to which the present 
repor t is hoped to contribute. 



II. INTRODUCTION 

The des ign of a f u e l - f a i l u r e de t ec t ion s y s t e m , a s we l l a s the po l i cy 
govern ing i t s u l t i m a t e u s e , should idea l ly be b a s e d on r e a s o n a b l y c o m p l e t e 
d e s c r i p t i v e knowledge of the p r o c e s s of fuel f a i l u r e . In p a r t i c u l a r , one 
would want to know the l ike l ihood of d i f fe ren t types of f a i l u r e s , and m o r e ­
over be able to infer the d e g r e e of d a n g e r to the p lan t i m p l i e d by e a c h type , 
both as to ex ten t and as to s p e e d of d e v e l o p m e n t of d a m a g e . T h i s kind of 
in fo rma t ion is be ing ac t i ve ly sought t h rough c a p s u l e t e s t s in T R E A T 
( T r a n s i e n t T e s t R e a c t o r F a c i l i t y ) and s i m i l a r t e s t s e l s e w h e r e , and m a y be 
ava i l ab le when the f u e l - f a i l u r e s y s t e m for s o m e future p o w e r p l an t i s 
d e s i g n e d . The g e n e r a l m i s s i o n of th i s e q u i p m e n t and, in p a r t i c u l a r , the 
r e q u i r e d s p e e d of de t ec t i on wil l then be c l e a r l y def ined. 

In connec t ion with a n u m b e r of L M F B R p o w e r p l a n t s now u n d e r 
des ign , the f u e l - f a i l u r e p r o b l e m is u s u a l l y t r e a t e d in t e r m s of hea t ing 
and me l t i ng r a t e s following an in i t i a l fue l -p in r u p t u r e which p a r t i a l l y o r 
fully b locks the coolan t flow th rough i t s own c h a n n e l . Some of t h o s e 
c a l c u l a t i o n s " ind ica te that , in the event of to ta l l o s s of flow, d a m a g e s t a r t s 
s p r e a d i n g wi thin 1 sec to ad j acen t c h a n n e l s (for p a r t i a l b l o c k a g e , de l ay is 
c o r r e s p o n d i n g l y g r e a t e r ) . Thus , even the f a s t e s t p o s s i b l e i n s t r u m e n t r e a d i n g 
cannot be g u a r a n t e e d to p r e v e n t a l l dannage. The only p r a c t i c a l m e a n s of 
effect ing a r a p i d enough shutdown to at l e a s t l o c a l i z e d a m a g e is d i r e c t 
s e n s i n g of the flow th rough each s u b a s s e m b l y , t o g e t h e r wi th t e m p e r a t u r e 
r e a d i n g . Such s e n s i n g c h a n n e l s a r e a c c o r d i n g l y p r o v i d e d . H o w e v e r , the 
h i s t o r y of the in i t i a t ing even t up to the point w h e r e channe l b l o c k a g e o c c u r s 
r e m a i n s l a r g e l y u n c e r t a i n . In p a r t i c u l a r , the f i r s t p e r f o r a t i o n of the c ladding 
m a y o c c u r s o m e s e c o n d s b e f o r e the e n t i r e fuel e l e m e n t d i s i n t e g r a t e s and 
d e b r i s lodges in the flow channe l , p r o b a b l y a t f i r s t p a r t i a l l y and then p o s s i b l y 
c o m p l e t e l y shut t ing off the flow. M o r e o v e r , d e b r i s can be t h rown into the 
coo lan t wi thout c a u s i n g flow b lock ing wel l above the n o r m a l e x c u r s i o n s in 
flow s p e e d . Such an event would t h e r e f o r e be diff icult to d e t e c t on the s u b ­
a s s e m b l y f lownneter , whi le s t i l l r e s u l t i n g in a s ign i f i can t h a z a r d . Th i s l ine 
of a r g u m e n t a t i o n po in t s to the need for a v e r y f a s t - r e s p o n d i n g s y s t e m which 
d e t e c t s f i s s ion p r o d u c t s a n d / o r d e b r i s e m e r g i n g f rom the c o r e . 

A p r e v i o u s s u r v e y of a v a i l a b l e de t ec t i on s y s t e m s ' and s i m i l a r s u r v e y s 
by o the r a u t h o r s have i n d i c a t e d that w h e r e s p e e d is e s s e n t i a l , only d e l a y e d -
n e u t r o n m o n i t o r i n g can p r o v i d e the n e c e s s a r y b a c k g r o u n d - r e j e c t i o n c a p a b i l ­
ity, in conjunct ion with s e n s i t i v i t y to a s e t of a d e q u a t e l y s h o r t - l i v e d f i s s ion 
p r o d u c t s . * Othe r c o n s i d e r a t i o n s , such as the diff icult t h e r m a l and r a d i a t i o n 
e n v i r o n m e n t in which the de t ec t i on s t a t i on m u s t o p e r a t e r e l i a b l y wi th m i n i ­
m u m m a i n t e n a n c e , m a k e it at l e a s t i m p r o b a b l e that s o m e new f i s s i o n - p r o d u c t 
de t ec t i on me thod wil l b e c o m e c o m p e t i t i v e with DNP m o n i t o r i n g in the f o r e ­
s e e a b l e future-

This matter of speed is sometimes misunderstood since i: applies only TO sodium-cooled plants. For DNP fuel-
failure monitoring in connection with water-cooled reactors, a transport delay must be introduced deliberately 
in order to promote decay of the well-known 4-sec delayed-neutron activity '̂̂ N. 



A DNP monitor is simply a bank of neutron detectors , shielded from 
core neutrons, which view some duct through which coolant flows after 
emerging from the core . The duct may be the main coolant pipe or a bypass 
loop; the types of neutron detectors available with reasonable detection 
efficiency also require some local moderation. Fur ther details a re given 
in the appendix. 

This report concentrates on those parameters of a delayed-neutron 
monitor that affect its speed of response and reliability. In general, speed 
of response depends on the expected shape of the count-rate excursion 
delivered by the neutron detectors , as well as on the quality of signal 
proce8sing--a matter that is s t ressed here since it appears to have been 
neglected in other discussions of the subject. 

The shape of the count-rate excursion depends, in turn, on fuel 
design, as well as on the (speculative) detailed failure history. Specifically, 
sodium-bonded fuel, as discussed in Section III, may yield a rather 
charac ter i s t ic "spike" in the channel count rate due to the ennission of 
bonding sodium, highly enriched with fission products (inter alia, DNP's). 
The metallic dr iver fuel now installed in EBR-II is sodium-bonded; newer 
oxide fuel pins have generally abandoned bonding in favor of more tightly 
fitting cladding. The advent of carbide fuel, however, has led to the r e in -
troduction of sodium bonding, to allow for dimensional changes in the fuel 
pins with good heat t ransfer . Thus, the present discussion, evidently 
inappropriate for oxide fuel, becomes practically significant for the most 
advanced fuel type now considered. 

Aside from the spike signal one expects from the passage of the 
highly contaminated "slug" of bonding sodium, a part icularly serious fuel 
failure, which throws a number of pieces of cladding and/or fuel debris 
into the coolant, should s imilar ly resul t in a se r ies of spikes, provided that 
the signal is processed with electronic equipment of adequate bandwidth. 
On the other hand, a crack in the cladding may open very gradually in time, 
eventually leaving an appreciable area of the bare fuel in contact with the 
flowing coolant. The resultant count-rate increase, of a steady state or 
dc signal type, is most readily detected by processing methods that are 
inefficient as regards spike detection. This report therefore t reats the 
influence of signal processing on the s tat is t ics of transient detection in 
more detail than other topics. Although a number of observations made 
here concerning the s tat is t ics of t ransient detection are not specifically 
connected with a certain type of detection system, only delayed-neutron 
monitoring is discussed in detail, inasmuch as the use of fuel-failure 
monitoring for warning purposes is strongly emphasized in comparison 
with diagnosis. This does not necessar i ly imply an adverse judgment of 
the utility of the various other widely used types of cladding failure 
monitors .^" ' Nevertheless , indications from such equipnnent, however 
valuable in connection with diagnostics or detection of incipient trouble, 
inherently lack the element of tin:ieliness required of a device that is to 
give the fastest possible warning of a serious failure. 



The feasibility of fast detection, and the credibility of inferences 
about the type and extent of the failure drawn from the information supplied 
by the detection and signal-processing equipment, depend in large measure 
on the detailed mechanism of failure. Much useful information on this topic 
may be expected to develop from the TREAT program and other tes ts ; 
meanwhile, a discussion of failure mechanics, as provided in Section III, 
must be largely speculative. 

The next question concerns the t ransport of fission products as well 
as debris injected into the coolant as a resul t of cladding rupture. Overall 
reliability of failure detection is considerably improved if a "close-in" site 
for the detector is technically feasible. For a loop site, reliability depends 
on the sampling efficiency of the loop intake manifold and can therefore be 
improved by design. The signal strength available from a failure is next 
determined by detection efficiency, which is both a function of the efficacy 
of moderation and the intrinsic efficiency of neutron detection of the 
sensing equipment. Finally, the stability and other qualities of the channel 
electronics, the design of filter c ircui ts , and details of information-
processing logic come strongly into play. 

A more thorough treatment of the statist ics of transient detection, 
from which certain resul ts are quoted, has been issued as a separate report . 
An investigation of sensing-equipment efficiency and background d iscr imi­
nation is provided for in the LMFBR program;^ this subject and resul ts of an 
ear l ier investigation are discussed in the appendix. Information-processing 
equipment for transient detection is available, ' though this equipment may 
now be considered as obsolescent. The availability of monolithic logic 
circuitry has made a digital treatment system, with considerably greater 
reliability and freedom from maintenance problems, an attractive possibility. 

The use of on-line computers, sometimes proposed for such tasks, 
inevitably is much more expensive if the cost of both software and hardware 
is included. Such use can be justified only where the computer is used 
intermittently, to perform several routines on a shared- t ime basis , or 
else is called on to perform a fairly complex calculation for which a special 
logic instrument would become comparably expensive. For continuous 
monitoring of one or two channels, a computer would be clearly inefficient; 
for correlating the fluctuations in a large number of channels, it would be 
very useful. 
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m . INJECTION AND TRANSPORT OF FISSION PRODUCTS 
IN THE COOLANT AFTER CLADDING FAILURE 

In the following detailed discussion of various aspects of DNP monitor 
performance, which forms the bulk of this report , we shall begin with some 
observations on the injection, dispersion, and t ransport of DNP activities in 
the coolant. 

The conjectural history of a possible cladding failure described 
below may turn out to be inaccurate in substantial detail when more is 
known about this subject and as new types of fuel pins are developed. 
Nevertheless , some of the general consequences of fuel failure that have 
a direct bearing on the strategy of detection should remain valid. 

We shall then first suppose that the fuel, in the shape of a cylin­
drical rod, is bonded to the cladding by a layer of sodium that covers the 
top of the rod; the casing also contains some internal gas. The cladding 
may lose its integrity either through a leak in the gas region, or through 
a breach in the area covered by bonding sodium. The first breach may 
not be followed by any further weakening of the s t ructural integrity, or 
alternatively be followed (possibly after some time) by further weakening 
and/or re lease of debr is . Finally, the fuel pin itself may fracture and the 
entire s t ructure dis integrate . 

If the cladding fails in the top weld region, one would not expect any 
detectable DNP release since DNP species are halogens and thus tend to 
remain in the sodium. A signal from the gas-blanket monitor alone would 
thus identify this type of failure (provided that any other type of failure is 
reliably announced by the DNP monitor). 

In contrast , a failure in the region of the sodium bond would be 
expected to resul t (possibly in addition to other effects) in the injection of 
DNP-contaminated bonding sodium into the coolant under p re s su re of the 
internal gas cover. 

For present purposes, we are chiefly interested in the time depen­
dence of this re lease , in comparison, say, to the time required for the 
passage of a small volume of coolant past the detection station. Evidently, 
the shape of the count-rate excursion will be determined by the passage 
time if r e lease occurs over a much shorter interval, whereas the re lease 
should dominate the signal duration if the re lease occurs over a time which 
is long in comparison with the passage t ime. 

The rate of re lease through a perforation depends on the shape of the 
perforation, viscosity, internal and external p r e s su re s , and external flow. 
Neglecting the shape or edge effect, which should not change resul ts by more 
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than a factor of two, we let A = area of perforation, p(t) = p ressure of 
internal gas blanket, Pg = external pressure of flowing coolant against the 
cladding, and v(t) = velocity of efflux. On the basis of a simple energy 
argument. 

A(p-pg) dx = dmv'/2 = wA dx v ' / 2 . (1) 

Hence, 

V = y 2 ( p -Pe)/vi', (2) 

where w = bonding sodium density in g / cm ' and dx = differential path 
along the streamline. Considering now the change dV in gas volume, we 
have, on one hand, 

dV = Av dt, (3) 

while from Boyle's law, 

dV = -poVo dp/p^ (3-) 

where V(t) = gas volume at time t, VQ = initial gas volume, and pp = 
corresponding initial gas p ressure . 

Combining the above equations and integrating, one finds the following 
straightforward relation between gas volume and elapsed time: 

PQVQ VW/Z [ /pgV / PgV 

Ap|'^ W P O V O V " p ^ 
1 + sin ' /— - sin 

Po / A / P 

PeV 
Po^o . (4) 

which can be expressed as the following power ser ies for small values of 
the external pressure p : 

V_\3/2 

.Vo/ 
Pe 
5Po 

V\V2 

28p^ L (5) 

As a representative example, let 

V VQ = 3 (threefold expansion of gas volume) result in an expulsion 
of the major portion of the bonding sodium, where we 
further assume 

Vp = 0. 2 cm^ (normal volume, of internal gas), 

Po = 3 x 1 0 ' dyn/cm^ 

Pe = 1 . 5 x 1 0 ' dyn/cm' . 
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and 

A = 0.01 c m ^ 

0.9 g/c 

E q u a t i o n 5 then y i e l d s a d e l i v e r y t i m e of about l / 3 0 s e c . T h i s va lue is 
su f f i c ien t ly s m a l l to m a k e the s u p p o s i t i o n that the e x p e l l e d coo lan t i n i t i a l l y 
c o n s i s t s of a s lug of r e l a t i v e l y s m a l l e x t e n s i o n , c a r r i e d d o w n s t r e a m in the 
u n c o n t a m i n a t e d coo lan t , v e r y r e a s o n a b l e for a l m o s t any fuel d e s i g n . The 
sp ike s i g n a l th i s e n t a i l s i s ev iden t ly s h a r p e r for l a r g e r p e r f o r a t i o n s ; for 
a p i n h o l e , edge effect i n c r e a s e s the d e l i v e r y t i m e by a f ac to r of 1.5 to 2. 
St i l l , the p e r f o r a t i o n m u s t ev iden t ly be c o n s i d e r a b l y s m a l l e r than 0.1 nnm' 
to m a k e t a s l a r g e a s 1 s e c * 

As the c o n t a m i n a t e d s lug is c a r r i e d d o w n s t r e a m , it m i x e s to s o m e 
ex ten t wi th the c o o l a n t . The d e t a i l e d p a t t e r n of d i s p e r s i o n is not a m e n a b l e 
to t h e o r e t i c a l c a l c u l a t i o n s , and can be e s t a b l i s h e d only t h rough r a t h e r 
e l a b o r a t e t e s t s , o p t i m a l l y with a f u l l - s c a l e m o d e l . Such t e s t s w e r e c a r r i e d 
out in c o n n e c t i o n wi th the d e s i g n of RHAPSODIE and r e v e a l e d a s t r o n g 
d e p e n d e n c e of the d i s p e r s i o n , as we l l a s m e a n t r a n s p o r t ve loc i ty , on the 
l oca t i on of the f a i l u r e in the c o r e . If th i s should be t r u e for s o m e o t h e r 
s y s t e m , it cou ld in p r i n c i p l e a l low one to d e r i v e l i m i t e d i n f o r m a t i o n c o n ­
c e r n i n g the l o c a t i o n of the f a i l u r e f r o m the d e t a i l e d s h a p e of the DNP 
d e t e c t o r s i g n a l - - p a r t i c u l a r l y for s y s t e m s tha t f e a t u r e d iv ided flow in to 
s e v e r a l h e a t e x c h a n g e r s . F o r p r e s e n t p u r p o s e s , it m a y be s t r e s s e d that 
for flow s y s t e m s tha t do not con ta in e x t r a o r d i n a r y o b s t a c l e s or o t h e r 
p e c u l i a r i t i e s , the r a t e of diffusion is m u c h s l o w e r than the m e a n r a t e of 
t r a n s p o r t . T h e r e f o r e f i s s i o n - p r o d u c t c o n t a m i n a t i o n t ends to be c o n t a i n e d 
in a r e l a t i v e l y s m a l l v o l u m e a s it p a s s e s the DNP de t ec t i on s t a t ion , w h e t h e r 
the l a t t e r i s s i t e d on the m a i n coo lan t duct or on a s e p a r a t e loop . The 
r e s u l t a n t t e m p o r a r y i n c r e a s e in the d e t e c t o r - c h a n n e l count r a t e i s t hus 
e x p e c t e d to be of s h o r t d u r a t i o n . * * In p r i n c i p l e , a loop s i t e a l l ows s t r e t c h i n g 
the s i g n a l by s l o w e r pumping or by widening the duct wi th in the "field of v i e w " 
of the d e t e c t o r s ( i . e . , i n s i d e the r e q u i r e d m o d e r a t i n g mediunn in which 
d e t e c t o r s a r e e m b e d d e d ) . The r a p i d d e c a y of DNP a c t i v i t i e s , h o w e v e r , 
m a k e s the f i r s t of t h e s e m e a s u r e s i n a d v i s a b l e , whi le c o n s i d e r a t i o n s of the 
ef f icacy of m o d e r a t i o n m a k e the s e c o n d p o s s i b i l i t y s o m e w h a t doubtful . 
C o n s e q u e n t l y , the d u r a t i o n of the " s i g n a l " r e s u l t i n g f rom a sudden c l add ing 
p e r f o r a t i o n of s o d i u m - b o n d e d fuel i s a l m o s t i nev i t ab ly s h o r t , wh ich h a s 
i m p o r t a n t c o n s e q u e n c e s for e l e c t r o n i c p r o c e s s i n g . 

If no th ing f u r t h e r h a p p e n s in the c o r e a f t e r b r e a c h i n g of one pin, 
the r a t e of DNP in jec t ion into the coo l an t wil l even tua l l y r e a c h s o m e 

*The effect of the external flow, neglected here, tends to speed up rather than retard the release rate. 
**For the FERD system installed in EBR-n, this durauon is estimated as between 0.3 and 0.5 sec. 



14 

equilibrium level. To estimate this, one would have to make detailed a s sump­
tions regarding the shape and extent of the leak; a small hole or f issure may 
delay the transport inside the cladding and across the perforation by an 
amount that reduces the level detection signal below threshold. 

Suppose, however, that a flake of the cladding has become detached, 
whence a certain surface area of the fuel comes in direct contact with the 
flowing coolant. Then the equilibrium injection rate can be calculated in 
a straightforward way, and would be expected to result in a considerably 
stronger steady increase of the DNP detector mean count ra te . This c i r ­
cumstance again appears to provide a certain measure of discrimination 
between types of failure. In the same vein, the detached flake, or possibly 
several pieces of debris, surface-contaminated with fission products, are 
expected to result in one (or several) particularly sharp spike signals 
in the "fast" DNP processing channel. This remark applies as well to fuel 
that does not contain bonding sodium, in that case, the cladding will be 
heavily contaminated with fission products by direct emission, as con­
sidered in Section IV. In general, solid debris is car r ied by a moving 
stream at a somewhat slower transport velocity, depending on size and 
shape. One would thus expect a ser ies of separate spike signals from a 
number of pieces of debris, which would then point strongly to the described 
type of failure. 

Discrimination between the DNP signatures of these different events 
is important in view of the relation of the degree of danger to the plant to 
the specific type of failure. The possible consequences of any failure in 
which large pieces of debris are thrown into the coolant are serious enough 
to make a plant shutdown mandatory upon discovery of such an event. In 
contrast, the cost of shutdown (and time-consuming search for the defective 
fuel element or subassembly) suggests a policy of continued operation if the 
failure is merely a perforation. This situation makes rapid diagnosis and 
discovery by any available and practical means an important matter and 
provides an economic incentive for research programs aimed at improved 
instrumentation. 

The discovery of debris is even more strongly affected than the 
signal from the slug of bonding sodium by the sampling efficiency of the 
loop intake. This problem may be ameliorated by designing an efficient 
intake manifold, but can only be entirely avoided by siting the DNP detection 
station on a main coolant duct. Some other factors favoring such a site are 
discussed in Section VI. 

Table I summarizes the subject matter discussed above. 



TABLE I. Estimated Failure Signal trom Certain Types of Fuel Failures^ 

Type of Failure Fast DNP Signal (Spike) Slow DNP Signal (Level) 

Top weld leak. 

Perforation in bond region. 

Detached flake, leaving 
fuel directly exposed to 
flowing coolant. 

Several pieces of debris, 
flakes, etc. 

Spike of short mean duration 
with "tail." 

Spike, followed by second sharp 
spike (without tail I- Second 
spike reliably detected only by 
main duct sited DNP monitor. 

Pattern o( spikes, ds atwve. 

None. 

Weak, possibly undetectable. 

Relatively stronger (probably 
detectable) signal, propor­
tional to exposed area. 

As above If coolant channel 
is not blocked; weak if 
channel is blocked. 

Announcement delay. 20 sec minimum. 

Gas-blanket Monitor 

Detectable Iwith delay). 

Detectable (with delay). 

Relatively strong. 

Relatively strong. 

Several minutes 
(strong signal). 30 min 
(tveak signal). 

*Sodlum-bonded fuel is assumed here; in the absence of such a bond, only detached flakes and other debris yield a fast and 
DNP signal. 
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A remark may be added concerning the prospects of fuel-failure 
monitoring with vented fuel pins. This concept evidently prevents detection 
through gas-blanket monitoring, largely through the buildup of long-lived 
activities in the blanket against which short-l ived activities, character is t ic 
of a wall perforation or weld leak, would be difficult to detect with reason­
able efficiency. Delayed-neutron detection, on the other hand, is possible 
when the delay in the vent exceeds k half-lives of the longest DNP activity 
(about 1 min) for a core containing 2^ pins. For 4000 fuel pins, this is 
about 12 nnin, which appears to be still much shorter than delays con­
sidered by fuel des igners . It follows that DNP fuel-failure detection is 
not seriously inconvenienced by vented fuel, assuming that the inherent 
gamma discrimination of the detectors is good enough to handle the addi­
tional gamma activity in the coolant. Some n&tes on available neutron 
detectors are added in the appendix. 
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IV, ESTIMATES O F SIGNAL S T R E N G T H 

As d i s c u s s e d in Sect ion III, the s igna l f rom a sudden f a i l u r e i s 
expec ted to be a s h a r p spike in the count r a t e , of a m e a n d u r a t i o n of l e s s 
than 1 s e c . On the o the r hand, the p r e s e n c e of b a r e fuel in the c o r e (as 
an eventual consequence of a c ladding fa i lu re ) wil l y ie ld a s t e a d y o r dc 
l eve l i n c r e a s e in the r a t e . It is t h e r e f o r e of i n t e r e s t to obta in a m o r e 
quant i ta t ive e s t i m a t e of the s t r e n g t h of t h e s e s i g n a l s . A f u l l - s c a l e 
ca l cu la t ion involves speci f ic des ign p a r a m e t e r s , no tab ly the f l o w r a t e and 
the d i s t ance f rom the d e t e c t o r s i t e to the c o r e . It is n e v e r t h e l e s s i n s t r u c ­
t ive to e s t i m a t e the s igna l s t r e n g t h s e m i q u a n t i t a t i v e l y and e s p e c i a l l y to 
c o m p a r e the s t r e n g t h of s i gna l s of sp ike and dc type . B e c a u s e d c - t y p e 
s igna l s a r e f requent ly e n c o u n t e r e d in m o n i t o r i n g , t h e r e e x i s t s a w i d e ­
s p r e a d bel ief that such s igna l s a r e m o r e r e a d i l y d e t e c t a b l e than s p i k e s , 
and e l e c t r o n i c equ ipmen t m a y consequen t ly be s p e c i f i c a l l y a d j u s t e d for 
"dc l eve l " de tec t ion . When a DNP channe l is u s e d p r i m a r i l y for f a i l u r e 
d i agnos t i c s , a s , for e x a m p l e , in the E B R - I I i n s t a l l a t i o n , the c o m p a r a t i v e 
s t r e n g t h of the two types of s i g n a l s thus b e c o m e s a s ign i f i can t q u e s t i o n , 
qui te a p a r t f rom c o n s i d e r a t i o n s of de t ec t i on s p e e d . As m e n t i o n e d in 
Sect ion III, the s igna l p r o c e s s i n g e l e c t r o n i c s can only d e t e c t e i t h e r a 
sp ike or a dc s igna l eff iciently; when only one p r o c e s s i n g channe l i s 
ava i l ab le , it m u s t t h e r e f o r e be o p t i m i z e d for w h i c h e v e r s igna l i s s t r o n g e r , * 

Let f = f i s s i o n - r a t e dens i ty n e a r the s u r f a c e of a fuel pin of s u r f a c e 
a r e a S, R = f r a g m e n t m e a n r a n g e in the f i s s i l e m a t e r i a l , and aj^ = f i s s ion 
y ie ld of DNP s p e c i e s k; then the r a t e at wh ich such D N P ' s a r e a b s o r b e d by 
the bonding sodium is ai^fSR/4, N o r m a l l y , th i s r a t e e q u a l s the decay r a t e ; 
hence , 

N^ = akfSR/4Xi^ (6) 

i s the to ta l n u m b e r of s p e c i e s k DNP nuc le i , of d e c a y c o n s t a n t X^, in the 
bond. In addi t ion to the d i r e c t - e m i s s i o n p r o c e s s , a c e r t a i n a m o u n t of f i s s ion 
p r o d u c t s m a y e n t e r the bonding s o d i u m t h r o u g h dif fus ion. T h i s i s neg l ig ib le 
for E B R - I I d r i v e r fuel, in view of the s h o r t h a l f - l i v e s of D N P ' s ; a s r e g a r d s 
fu ture r e a c t o r s , the diffusion c o n s t a n t s of h a l o g e n s at e l e v a t e d t e n n p e r a t u r e s 
in u r a n i u m c a r b i d e a r e only p o o r l y e s t a b l i s h e d . The a c t u a l a m o u n t of DNP 
e n r i c h m e n t of the bonding sod ium could thus be h i g h e r by a l a r g e l y unknown 
fac to r for s p e c i a l fuel o p e r a t i n g at high t e m p e r a t u r e s . 

As the c ladding p e r f o r a t e s , a f r ac t ion p of the bonding s o d i u m is 
r a p i d l y expe l l ed and c a r r i e d d o w n s t r e a m , so that it r e a c h e s the d e t e c t o r 
s i t e a t t i m e tj) a f te r the even t . With the s o m e w h a t s c h e m a t i c a s s u m p t i o n 
of u n i f o r m d e t e c t i o n ef f ic iency e over , the d e t e c t o r ' s field of view, c o m ­
p r i s i n g a duct vo lume V j , and the f u r t h e r a s s u m p t i o n of r e p r e s e n t a t i v e 

*A more practical system would use botli types of processing, as considered in more detail furtlicr on in 
this section. 



sampling-- in a loop of flowrate F£--of a mains t ream of flowrate Fj,, one 
calculates a maximum spike count rate 

Rsk = P(«fSRak/4}(F£/Fo) exp(-XktD). (7) 

Following the rapid re lease of bonding sodium, we suppose that a 
fraction q of the fuel surface is now in direct contact with the coolant. DNP 
nuclei will thus be directly emitted into the s t ream, resulting in DNP en­
richment of fSRa^/4Fo. Integration over the detector yields a count-rate 
increase over background of 

R^k = q(<=fSRak/4)(F^,/Fo) exp(-XktD)[l-exp(-XkVd/Fj)). (8) 

For a rapidly flowing loop, the quantity within the brackets can be expanded 
with negligible e r r o r , and one finds thus a ratio of spike signal-to-level 
increase ra tes of 

R „,r Z ak e''P(-^ktD) 
^s ^ £ ^ _ k 
% ' l^dXakXkexp(-XktD) ' 

k 

(9) 

For an instructive numerical example, we may take the FERD loop 
as a representat ive installation; this system has a volume Vj of about 
2 l i ters and a loop flowrate F^ of about 400 l i t e r s /min . Further , about 
one-third of the bonding sodium is assumed to be expelled in the spike and, 
rather schematically, one-tenth of the pin surface is assunned to remain in 
contact with the flowing coolant afterward. Taking delayed-neutron con­
stants for ^'^U from a standard compilation,'"twe find that the rat io given 
by Eq. 9 is about 90 for a delay tp = 5 sec, and about 150 for t o = 10 sec . 
For very long delays, where only the longest-lived DNP contribute 
significantly, the rat io increases toward three orders of magnitude. This 
calculation concerns a loop site; for a direct site, the ratio is apt to be 
larger , perhaps by a factor of two, since the flowrate is much larger while 
the detector volume viewed is also larger , though not in the proportion of 
the flowrate. DNP constants of the shorter- l ived DNP species vary 
strongly with the reac tor neutron spectrunn and type of fissioning nucleus; '" 
however, the values used here, for '^'U fast fission, are reasonably 
representa t ive . 

The assumption of a 10% bare fuel surface in contact with the 
s treaming coolant is ra ther optimistic as regards the signal strength one 
can expect from a level-detection scheme. Small holes and cracks in single 
fuel pins are thus probably not detected by such a processing schenne, and 
an unmistakable signal could be due to several leaking elements or to a 
ra ther ser ious failure. Some discrimination is afforded here by longer-
lived volatile fission products in the blanket, since the strength of that 
signal would vary somewhat like the number of open fuel pins. 



The signals calculated above are superposed on a background that 
cannot be reduced below the level due to the presence of fissionables in 
the coolant. On one hand, uranium can adhere to the surface of fuel pins 
and other structural elements in the core, on the other hand, every fuel 
failure must be expected to throw some uranium into solution. The d i s ­
solved fissionables are, in turn, gradually removed through surface 
adhesion as indicated by experience with EBR-I. We may further suppose 
that patches of such surface adhesions could become detached and would 
thus produce spike signals as they pass through the detector. The relative 
strength of this false signal would depend on the thickness of the layer, 
i.e., on the amount of DNP's retained in it. Any plating process usually 
stops well before a layer of full-range thickness (about 10 mg/cm^) is 
reached. Therefore the retention is expected to be small, and spike 
signal amplitudes due to release of adhesion, even of several cm area, 
should be correspondingly weak in comparison to the bonding sodium 
signal. The level signal could, however, increase considerably because 
of retention of fissionables on core surfaces, which would be accompanied 
by a similar increase of volatile products in the blanket. This condition 
would then not only be difficult to interpret, but would also subject the 
detection of cladding failures through level increase to a large background. 

All these admittedly largely qualitative observations point to the 
conclusion that the spike signal is considerably stronger than the level 
signal and nnoreover less interfered with by relatively slow fluctuations 
due to various natural causes. We must now further consider, however, 
the effect of purely statistical fluctuations. In principle, an instrument 
that can detect fast transients must respond to a fairly wide frequency 
band, whereas a level-reading instrument can have zero bandwidth. 
This consideration often leads to the conclusion that level detection must 
therefore be inherently more reliable, regardless of signal amplitude. 
The presence of natural fluctuations modifies this argument, as discussed 
in Section V. 
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V. DETECTION STATISTICS 

The central purpose of detect ion-stat is t ics calculations is to pro­
vide es t imates of the reliability of measurements made with certain 
ar rangements of equipment. The reliability of such est imates is another 
mat ter ; generally, only qualitative asser ta t ions are possible. 

Works on the s tat is t ics of detection of a "signal" in the presence 
of "noise," as these ternns are usually understood, are largely concerned 
with r ecur ren t signals within a well-defined frequency band. In contrast , 
the s ta t is t ics of t ransient detection must consider a unique signal, while 
level detection is a nnatter of determining the first moment of a certain 
distribution whose higher moments constitute the noise. More specifically, 
we are here concerned with an input consisting of time nnarkers (of negli­
gible duration) arr iving in a certain time sequence, for which one can 
presumably define a mean rate. Processing these nnarkers in any con­
venient way, we wish to know whether any sudden change has occurred in 
the mean ra te , or more precisely, with what reliability we can infer such 
a change from a cer ta in type of processing (requiring a certain processing 
time). We are further given the information that one type of change in the 
mean rate is expected to last a short time (predictable within certain 
limits from the geometry of the flow system, and other paramete rs ) ; the 
other type of change is supposed to be a permanent increase of the mean 
rate . 

A. Level Detection with Cyclic Scaling 

Consider, first , the detection of a change in mean rate or level; 
the s implest means of processing the input is a scaler accumulating counts 
over a fixed time t. The accumulated count is then recorded, the scaler 
reset , and the process repeated. In the absence of other information, we 
nnay first assume that the input time marke r s are purely randomly (Poisson) 
distributed in t ime. The Poisson distribution law allows us then to calcu­
late the expectation (rnns) value of fluctuations in the count in t e rms of the 
expectation value (mean) of the count itself. Moreover, the distribution law 
provides estinnates of the probability that may be assigned to the asser t ion 
that a given count does, or does not, show an increase in the mean input 
ra te . Tables and nomograms are available yielding probability assignments 
for various more elaborate combinations of counts. This imposing edifice, 
however, becomes unreliable to the extent to which the input distribution 
deviates from the Poisson law on which all these detailed calculations are 
based. 

In the foregoing case, we have seen that the fissionable inventory in 
the coolant is apt to vary in a somewhat cyclic manner because of surface 
adhesion. The DNP detectors may also be sensitive to gamma pileup, which 
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i s domina ted by the 15-hr " N a ha l f - l i f e . The to ta l b a c k g r o u n d thus v a r i e s 
in some m a n n e r with the de ta i l ed o p e r a t i n g h i s t o r y of the p lan t ; c o n s e q u e n t l y 
a " d c - r e a d i n g " i n s t r u m e n t (e .g . , a s c a l e r a c c u m u l a t i n g coun t s o v e r a v e r y 
long t i m e , or a c o m p u t e r that c a l c u l a t e s l o n g - t e r m a v e r a g e s of such coun t s ) 
cannot de tec t a level change due to f u e l - e l e m e n t l eakage u n l e s s such a 
change is c o n s i d e r a b l y l a r g e r than the " n a t u r a l " f luc tua t ion a m p l i t u d e . Pu t 
ano ther way, one m u s t r e s t r i c t the i n t e g r a t i n g t i m e of the r e a d o u t to an 
i n t e r v a l over which n a t u r a l f luc tua t ions a r e s m a l l * and the P o i s s o n law is 
t h e r e f o r e a p p r o x i m a t e l y val id . In p r i n c i p l e , th i s i m p l i e s e i t h e r m u c h 
s h o r t e r o r much longer i n t e r v a l s than the n a t u r a l c y c l e s which y ie ld the 
level f luc tua t ions . In p r a c t i c e , howeve r , much longer i n t e r v a l s m a y be 
s e v e r a l w e e k s , which b e c o m e s i m p r a c t i c a l if a con t inuous c l e a n u p s y s t e m 
is on l ine. The l e v e l - s e n s i n g p r o c e s s i n g rou t ine thus a m o u n t s to a c o m ­
p a r i s o n of the count over t = 5 min to 1 h r with the a v e r a g e count ove r the 
p r eced ing hour or s e v e r a l h o u r s , the l a t t e r defining the a v e r a g e r a t e R N -

Applying s t a t i s t i c a l t heo ry to th i s c a s e , we m a y choose a n u m e r i c a l 
cons tan t , m, as an index of r e l i ab i l i t y , such that a g iven count C c a n be 
subjec ted to the c r i t e r i o n 

( c / t - R N ) / R ^ ^ ^ m / t ' / ^ (10) 

which d e t e r m i n e s a c e r t a i n p robab i l i t y for the a s s e r t i o n tha t th i s count 
s ignif ies an i n c r e a s e in the " n o r m a l " m e a n r a t e , Rjsj. The c o n s t a n t , m , 
s imply gives the odds aga ins t the p o s s i b i l i t y that the above s t a t e m e n t i s 
f a l se . F r o m s t a n d a r d s t a t i s t i c a l t a b l e s , the odds a r e uni ty for m = 1, 
4.64 for m = 2, 142.3 for m = 4, and 1.47 x 10'' for m = 8, for e x a m p l e . 
Since such t ab les a r e b a s e d on the " n o r m a l law of e r r o r , " the s t r i c t u r e s 
sugges ted above apply h e r e a l s o . 

The a r g u m e n t on which Eq. 10 is b a s e d m a y now be r e v e r s e d . This 
l e a d s j o the o b s e r v a t i o n that a p o s s i b l e i n c r e a s e Rg in the m e a n count 
r a t e Rjj due to a sudden cladding leak cannot be d e t e c t e d in the a v a i l a b l e 
t ime t with a r e l i ab i l i t y given by cons tan t m, u n l e s s th is i n c r e a s e s a t i s f i e s 
the inequal i ty 

Rg s m ( R N / t ) ' ^ \ (11) 

Q a mVt, ( 1 1 ' ) 

In terms of frequency, purely random (Poisson law) input has a "white" frequency spectrum, uniform from 
zero to infinity, on which cyclic fluctuations superpose local peaks. The input is still approximately 
random in regions well above or below such peaks. 



in t e rms of the parameter 

Q = R | / R N - (12) 

As will be s t ressed repeatedly in the following discussion, Eq. 11' 
has a consequence of crucial importance in connection with hardware 
design: Any device, art if ice, or processing routine that reduces the 
background rate Rj^ by some factor k improves overall reliability only 
if the signal response is reduced by less than k''^. For example, inter­
position of a shield between the coolant duct and the neutron detectors 
may seenn like a good way of reducing the gamma-pileup background rate 
by a worthwhile factor (say an order of magnitude). If such a shield also 
reduces the delayed-neutron sensitivity by a factor of more than three, 
it evidently does more harm than good. 

Returning to the s tat is t ics of detection after this digression, we 
shall now discuss the processing apparatus in more detail. As described 
above, processing requires not only a scaler , but also on-line digital 
computation equipment to establish the long-term average rate. Instead 
of a connputer, one may use a digital count-rate meter (CRM), specially 
designed to perform this kind of operation; moreover, comparison of 
several independent channels may be employed to improve reliability, as 
described in detail elsewhere. ' On the other hand, similar processing 
is readily available in the analog mode, at far less expense. Although 
digital methods have the advantage of greater stability, analog count-rate 
mete rs a re more flexible and tend to have better s tat is t ics , as discussed 
below. Last but not least, analog count-rate meters have been widely 
used in reactor instrumentation and are therefore familiar to operating 
personnel. 

B. Level Detection with Analog CRM 

We consider now the stat is t ics of level detection with a conventional 
analog CRM in which incoming counts are converted to standard charge 
pulses and pumped into a capacitor C; a bleeder res is tor R, in shunt with 
the capacitor, allows the charge to leak away. Let E = voltage response 
to a single input count, and T^ = RC = circuit time constant; then the 
capacitor voltage changes as 

F(t) = E exp(-t /Tb) (13) 

for every input. Suppose again that the input is purely randomly d is t r i ­
buted in t ime, at an average rate Rjvj. Then the moments of the fluctuating 
capacitor voltage can be calculated by Campbell 's or Carson 's theorem. 
These theorems presuppose, however, not only that the input is Poisson-
distributed, but moreover that the nunnber RN^b is large enough to make 
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statistics "meamngfur^--another example of a rather qualitative and vague 
criterion of the reliability of statistical estimation, Campbell 's theorem 
yields a second moment, 

X, = R f F(t)^ dt. ( 1^ ' 

Now the CRM output must be displayed or processed further in order to 
communicate its information. Meters, chart r ecorders , etc. . usually used 
for that purpose have mechanical inertia or damping requirements that 
act like an integration (low-pass filter) with time constant Tj. The second 
moment for the actual output thus comes to 

X , - E^Rj^Ty[2(Tb+T,)] (15) 

The response to a sudden increase in the count rate (from Rĵ j to Rĵ j + Rg) 
is readily found to be 

T^ exp(-t/Tb) - Ti exp(-t /Ti) 
e(t) = E ( R N + RS) Tb - ERsTb (16) 

From this equation, one further finds that the time to/90 required for the 
output to rise to 90% of its eventual level is 2.3T]^ for Tj « T ,̂ and 3.9Tij 
for T; = Tb, for instance. If one now again imposes the condition that this 
signal response be some multiple, say m, of the mean background fluctu­
ations, one finds 

Q = 0,975mVto,,,o. Tj -- T^; 1 
\ (17) 

= 1.150mVto/9o, Tj « Tb. J 

Equation 17 is a somewhat more quantitative restatement of Eq. 11'. For 
example, the detection of a 3-pps signal in a 100-pps background with 
criterion m = 4 requires about 3 min, according to Eq, 17. A filter 
makes this time somewhat shorter (an advantage widely exploited in 
pulse-amplifier design, but generally ignored in connection with count-
rate metering) The comparison of signal level and mean fluctuation 
does not, however, differentiate between large and infrequent (slow) fluc­
tuations and small, rapid fluctuations. Actually, a level change is more 
readily detected in time to/90 if there are many individual excursions in 
that time, or if the mean tinne between such excursions is very long in 
comparison The rate, ro, at which the.mean level is crossed in the up­
ward direction by the processor output is predicted by statist ical theory 
with about the same restr ict ive validity conditions as obtained for 
Campbell's theorem That is . 



r„ = [/(dF/dt)^ d t / / F^ dt]'/^ (27T)-'. (18) 

This yields an upward crossing rate 

roVw = 3.9/27r, Tj = T^; "l 
> (19) 

= (2.3/27^)(T^^/T.)"^ T. « T^. J 

Equation 19 shows that an "unfiltered" t race may deliver a more easily 
recognizable result . One is thus led to suggest the use of low-inertia 
chart r eco rde r s , yielding a large value of Tu/T-. 

Exactly the opposite policy is warranted if the t race level is fed 
to an alarnn discr iminator , which is readily tr iggered by fluctuations. 
For that case, one must consider the nnean rate of fluctuations that ex­
ceed some level well above the mean, the so-called fa lse-a larm 
frequency, 

fA = (27ryiVf^)-' exp[-(R^A/R^,)(Tb+Ti)], (20) 

where the a la rm level. A, is measured in te rms of its equivalent mean 
incremental input ra te , R^. Evidently, T^ = T^ is the best choice since 
it not only reduces the ze ro-c ross ing rate ( R A = 0) hut also doubles the 
exponential factor. 

As mentioned ea r l i e r in this section, the above equations fail 
where s tat is t ical theory becomes inapplicable. Equation 20 also breaks 
down, however, for very large values of the exponential factor, where 
the actual output-level distribution begins to deviate from the normal 
distribution on which the formula is based. A somewhat improved formula 
includes a correct ion te rm, consisting of a se r ies of increasingly complex 
polynomial functions of rate and time pa rame te r s . This correction term, 
first derived by Edgeworth ," is chiefly useful in determining how far the 
simple fa lse-a larm-frequency formula given above can be trusted. 

The level corresponding to R A and the constant m evidently have 
a s imilar bearing on the minimum fuel leak rate which is actually detect­
able. The time required for detection must be short in comparison with 
fluctuations other than purely stat is t ical ones. Such fluctuations imply 
deviations from the Poisson distribution on which the validity of Campbell 's 
theorem r e s t s . One must therefore take the measurement quickly enough 
to "r ide" with slow fluctuations which cannot be smoothed by integration. 

In addition to the cyclic effects considered above, slow fluctuations 
of the voltages and circui t-paranneter values may affect the performance 
of an analog channel. Ultimately, the performance of a level-detecting. 
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delayed-neutron, cladding-failure monitor channel can best be assayed ex­
perimentally,, by exploring the amplitude and duration of all "natural" 
fluctuations and then setting thresholds accordingly. 

C. Spike Detection with CRM 

We turn now to the statistical aspects of the detection of a spike 
signal due to the sudden injection of bonding sodium or a piece of contami­
nated debris into the coolant. The duration of such a spike is essentially 
determined by the ratio of the length of duct viewed by the detectors to the 
lineal speed of the coolant through the duct. Realistic values of these 
parameters yield a mean spike duration of a fraction of a second. Although 
digital equipment can be readily designed to detect such a short t ransient , 
it is again more expedient to consider the performance of an analog CRM 
fed by the detector output. As in Section B above, we shall include the effect 
of filtering with a time constant, Tj, in addition to the CRM "bucket" time 
constant, T^. 

Treating the spike signal as a square pulse of duration T, for the 
sake of simplicity, we first determine the effect of the two time constants 
on the response. It is convenient, for that purpose, to calculate ratio M 
of the peak signal to rms fluctuation as a function of the ratio y = T/T, . As 
before, we specify two cases: Tj = T^ and T̂  « T^. This t reatment 
becomes unreliable for values of y near unity, when one would expect 
the detailed shape of actual excursions to become important, but should 
be adequate for small values of y. An analysis of the simple circuit 
described above yields 

M = y2QT/y (1 - e -y ) , Tj « Tb, (21) 

and 

M' = y2M exp[-y/(ey- 1)], Tj = T^. (21') 

For illustration, normalized responses M / ( Q T ) ' ' ^ and M'/(QT)' '^ 
are plotted in Fig. 1. This figure further includes the response of a c i r ­
cuit with a second clipping stage of equal time constant T̂ .̂ Such a circuit 
has the advantage of a very narrow bandwidth and is thus almost immune 
to any slow fluctuations in the input rate, due to causes discussed above. 
Finally, Fig. 1 shows the response of a simple digital CRM which stores 
each input for a time Tb and then dumps it. Figure 1 demonstrates 
that the statistics of transient response improve as the t ime 
constants are made comparable to the duration of the transient. 
As mentioned in the above paragraph, gortions of the curves above the 
peaks are expected to be modified for actual t ransients , to the extent that 
such transients differ from the simple square-pulse model assumed here . 



Fig. 1 

Normalized Filter Response to a Transient Signal 
of Duration T versus y = T/T^,. (a) For one 
clipping suge of time constant T|,; (b) for one 
clipping stage and one integrating stage with 
equal time constants T^; and (c) for two clip­
ping stages and one integrating stage with equal 
time constants Tj,. (The broken line indicates 
theresponse of a digitalCRM, described in Ref. 2.) 
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The r e s u l t of t h e s e c a l c u l a t i o n s may be s i m p l y e x p r e s s e d in a 
f o r m a n a l o g o u s to Eq. 17. F o r a CRM with a s ing le t i m e c o n s t a n t , which 
is o p t i m i z e d for d e t e c t i o n of a t r a n s i e n t of d u r a t i o n T, 

Q a 1 .2MVT. (22) 

Except for a trivial difference in the numerical constant, the same result 
applies for other means of processing. Equation 22 gives the minimum 
signal count rate that can be detected in the presence of a certain back­
ground count rate with a certain reliability (determined by constant M). 

D. Comparison of Level and Spike-detection Statistics 

We are now in a position to compare tjne two kinds of signal: a 
count-rate level change due to a steady leak from a fuel element, versus 
a spike due to the sudden injection of a slug of DNP-enriched bonding 
sodium. The leak signal yields a minimum detectable Q given by Eq. 17', 
where the time to/90 is the integrating time, equivalent to the count interval 
in a digital processing system. Equation 9 gives the relative strength of 
the signals. For purposes of orientation, we take again the parameter 
values of the FERD installation and consider a delay tjj = 10 sec. The 
mean background rate is presumably identical for either case. Conse­
quently, we find a ratio 

Q S / Q ^ = 2.5 X 10^(p/q)' (23) 

for the paramete rs Qg and Q^ appropriate for spike and level signals, 
respectively, in ternns of the fraction p of bonding sodium expelled that 
effectively contributes to the transient peak, as well as the fraction q of 
bare fuel in direct contact with the flowing coolant. Combining this infor­
mation with Eqs. 17' and 22, we obtain a ratio of reliability indices 
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M/m = 50(p/q)(T/to/,o)"^'. ^^^^ 

when each channel is optimized. On the other hand, suppose that only a 
slow channel, optimized for level detection, is used; we may then wish to 
ascertain to what extent this channel will react to the rapid passage of the 
bonding sodium slug or, perhaps, of a piece of debris past the detector 
bank. With Eqs. 21 and 23, one readily finds, for that case, 

(M/m)^ = 50(p/q)(T/Tb), (25) 

where Tb = CRM time constant; n.b., to/90 = 2.3Tb. 

As considered above, the level-detection scheme becomes more 
sensitive as the integrating time to/90 is increased; a practical limit to 
this integration is imposed only by "natural" fluctuations in the back­
ground rate. A maximum integration time of the order of 1 hr would ap­
pear a reasonable estimate. As concerns the transient duration T, 
geometry considerations indicate a rough value of 0.5 sec. This yields 
(T/to/90)'^^ = 12 X 10"^ and (T/Tb) = 3.2 x lO"", As concerns the other 
factor, p = 30% seems a conservative estimate for the fraction of the 
bonding sodium that contributes to the signal peak, while q might range 
from 1% to perhaps 10% for failures of various degree of severity. F rom 
these numerical estimates, one finds that when each processing system 
is optimized, 

M/m = 0.6(p/q). (24') 

Concerning detection of the spike signal by means of a level detector, 
optimized for level detection, 

(M/m)' = 1,6 X 10-^(p/q). (25') 

The above comparisons may be summed up in the following practical 
conclusions: 

1. Where a DNP fuel-failure detection system is used pr imari ly 
for diagnostic purposes, fast (spike) processing still yields more reliable 
detection of a failure than level detection (slow processing), when either 
processing system is optimized. Significant information of a somewhat 
different nature is obtained from either system, however; for that reason, 
both types of processing should be applied to the detector output. 

2. If only a slow (integrating) processor is used, the spike signal 
is likely to be missed if that processor is optimized for level detection. 

3. Processing time constants in the intermediary range, say a 
few minutes, are likely to result in unsatisfactory performance of the sys­
tem with regard to either type of signal. 



T h e s e c o n c l u s i o n s a r e qu i t e g e n e r a l with r e g a r d to the u s e of a 
D N P m o n i t o r for d i a g n o s t i c p u r p o s e s . They f u r t h e r e m p h a s i z e , h o w e v e r , 
the u t i l i t y of a s p i k e - d e t e c t i n g D N P s y s t e m for r ap id w a r n i n g . In view of 
the s h o r t d u r a t i o n of t r a n s i e n t s , such a s y s t e m is not r e a d i l y put t o g e t h e r 
out of s t a n d a r d c o m m e r c i a l l y a v a i l a b l e c i r c u i t r y . In p a r t i c u l a r , it a p p e a r s 
d e s i r a b l e to ob ta in a p e r n n a n e n t r e c o r d of the t r a n s i e n t in d ig i ta l f o r m , 
which can then be d i s p l a y e d r e p e a t e d l y with d i f fe ren t p r o c e s s i n g tinne 
c o n s t a n t s . The i n f o r m a t i o n - p r o c e s s i n g s y s t e m p r o v i d e d for F E R D thus 
i n c l u d e s a t e m p o r a r y - s t o r a g e uni t in which coun ts a r e d i r e c t l y w r i t t e n 
on m a g n e t i c t a p e . The c o n t e n t s of the s t o r e can be d i s p l a y e d by m e a n s 
of a fas t , l i g h t - w r i t i n g pen r e c o r d e r . * R e f e r e n c e 9 d e s c r i b e s d e t a i l s of 
th i s s y s t e m . 

E. Spike D e t e c t i o n with A l a r m 

We t u r n now to a b r i e f d i s c u s s i o n of the s t a t i s t i c s of w a r n i n g , in 
con junc t ion wi th a s p i k e - d e t e c t i n g DNP m o n i t o r whose output is fed to an 
a la rnn d i s c r i m i n a t o r . The e s s e n t i a l p u r p o s e of an a l a r m s y s t e m c o n n e c t e d 
to a l e v e l - s e n s i n g p r o c e s s o r , a s c o n s i d e r e d in Sec t ion A of th is c h a p t e r , 
i s to ca l l the a t t e n t i o n of o p e r a t i n g p e r s o n n e l (which m a y wel l be engaged 
by o t h e r i n s t r u m e n t s ) to the DNP unit . The p o s s i b i l i t y of fa l se a l a r m s , 
g iven by Eq. 20 for that c a s e , i s t h e r e f o r e not c r u c i a l l y innpor tant ; a s 
d i s c u s s e d in c o n n e c t i o n with tha t equa t ion , the f a l s e - a l a r m f r e q u e n c y can 
be r e a d i l y r e d u c e d by f i l t e r i n g . In c o n t r a s t , an a l a r m systenn b a s e d on 
sp ike d e t e c t i o n m a y be c o n n e c t e d to an a u t o m a t i c s c r a m , suppos ing that 
the D N P m o n i t o r i s d e s i g n e d to s u p p l e m e n t f l o w m e t e r and o t h e r r ap id 
w a r n i n g i n s t r u m e n t a t i o n in t ended to l imi t d a m a g e in c a s e of a c a t a s t r o p h i c 
fuel f a i l u r e . F a l s e a l a r m s , in such a sys tenn, a r e c e r t a i n l y an ex t renne ly 
i m p o r t a n t c o n s i d e r a t i o n . 

The f a l s e - a l a r m f r e q u e n c y i s e x p e c t e d to depend on the a l a r m -
leve l s e t t i n g , s y s t e m t i m e c o n s t a n t s , and p r e v a i l i n g b a c k g r o u n d r a t e . It 
i s e x p e d i e n t to e x p r e s s the a l a r m - l e v e l s e t t i ng in t e r m s of the d e t e c t i o n 
p r o b a b i l i t y for a r e a l t r a n s i e n t of c e r t a i n i n t e n s i t y . In the t r e a t m e n t of 
l eve l d e t e c t i o n p r e s e n t e d in Sec t ion A above , s t a t i s t i c a l f luc tua t ions in 
the i n c r e m e n t a l ( s igna l ) r a t e w e r e d i s r e g a r d e d . F o r p r e s e n t p u r p o s e s , 
a m o r e r e a l i s t i c e s t i m a t e r e s u l t s if one c o n s i d e r s the d e v e l o p m e n t of 
the s i g n a l a s a s t a t i s t i c a l p r o c e s s in which the n u m b e r of coun t s d e l i v e r e d 
by the bonding s o d i u m s lug (or p i e c e of d e b r i s ) i s a s s u m e d to v a r y in a 
c o m p l e t e l y r a n d o m m a n n e r abou t a s o m e w h a t a r b i t r a r i l y a s s u m e d m e a n . 
Th i s t r e a t m e n t r e s u l t s in a s t a t i s t i c a l d e t e c t i o n p r o b a b i l i t y 

g = i [ l + ct(G)], (26) 

*Feedback-potentiometric pen recorders, customarily used to display the output of count-rate meters, 
have inherent integration constants of the order of 1 sec and are thus (in view of Eqs. 21 and 21') 
not suitable. 
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Fig. 2 

Alarm-level Parameter G versus Nomi­
nal Detection Probability g for a 
Transient-alarm System, Based on an 
Assumed Standard Transient Randomly 
Distributed about a Defined Mean 
Number of Pulses 

f r o m e x a c t G a u s s i a n s h a p e , 

i s r a t h e r c o m p l e x a n d d e p e 

p l o t t e d i n F i g . 2 , w h e r e 

*(G) =—: . - t^ d t . 

The p a r a m e t e r G is g iven in t u r n by 

G = ( R S - R A ) T / V ' 2 R S T , 

(27) 

(28) 

w h e r e RgT m e a n n u m b e r of p u l s e s in the 
t r a n s i e n t , R A T = n u m b e r of p u l s e s which 
wil l j u s t t r i p the a l a r m leve l . F o r a s y s t e m 
fea tur ing equal t i m e c o n s t a n t s Tj, = T j , one 
thus finds a f a l s e - a l a r m f r equency f, as 
de r ived in Ref. 2, of a p p r o x i m a t e l y 

f = (27rTb)"' exp ( -M '2HV2) , (29) 

0998 w h e r e 

H(G) = 1 - G y 2 / R g T , 

and G depends on the p r e s e t de t ec t i on p r o b ­
abi l i ty g through Eq. 26. The r a t i o M' i s 
given by Eq. 2 1 ' . This s o m e w h a t c u m b e r ­
some e x p r e s s i o n can be r e p l a c e d by a nnore 
convenient expans ion for v a l u e s of y s i . 
M o r e o v e r , Eq. 29 s t i l l r e q u i r e s a c o r r e c t i o n 
for the devia t ion of a c t u a l l eve l d i s t r i b u t i o n s 

This c o r r e c t i o n , f i r s t d e r i v e d by E d g e w o r t h , 
nds on both Q and y. 

Rewri t ing Eq. 29 expl ic i t ly in t e r m s of Q and y, and inc luding the 
Edgeworth c o r r e c t i o n t e r m , E ( Q , y ) , we have 

f = (y/27rT)[l + E(Q, y ) ] e x p [ - ( 2 Q H ^ T y / e ^ ) ( l - y V l 2 ) ] . (29') 

We note that f is roughly p r o p o r t i o n a l to y for s m a l l v a l u e s of y. 
As y i n c r e a s e s , the f a l s e - a l a r m f requency p a s s e s th rough a m a x i m u m 
value (evidently a p a r t i c u l a r l y u n d e s i r a b l e choice of y, in p r a c t i c e ) and 
then dec l ines sha rp ly as the exponent ia l f ac to r m a k e s i t se l f felt . E x c e p t 
for the effect of the Edgewor th c o r r e c t i o n , to be d i s c u s s e d l a t e r in th is 
sect ion, the f a l s e - a l a r m f requency then a p p e a r s to p a s s th rough a m i n i m u m 
as y i n c r e a s e s beyond unity (which is eVidently connec ted with the peak 
s t r u c t u r e of the function M' as shown in F ig . 1). 
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To achieve the desirable goal of minimizing the fa lse-a larm fre­
quency while maintaining the fastest pract ical response, it is evidently 
not allowable to choose very snnall values of the paranneter y, correspond­
ing to large choices of the time constant Tb = Tj. Pract ical interest 
therefore focuses on the s t ructure of the exponent, as well as on the 
Edgeworth t e rm. Considering, first, the dependence of the exponent on 
y, we must again emphasize that the actual transient shape (hence the flow 
geometry, neutron moderation geometry, and location of neutron detectors) 
makes itself strongly felt for values of y near unity. For that reason, 
Eq. 29' probably underest imates the fa lse-a larm frequency in that region. 
Concerning the factor H, we note that detection probabilities below about 
95% are unacceptable in pract ice. On the other hand, detection probabilities 
above 99% result in only a negligible improvement of performance, at the 
cost of an unfavorable tradeoff between detection probability and false-
a larm frequency. This consideration res t r ic t s the parameter G to values 
between about 1.2 and 1.7. 

TABLE II. Effect of Signal Count Rate on False- -phe detection-probability 
alarm Frequency at Prescribed r ^ e ., .,. i _ ^ .7 „ ' , .,,. factor for representative values Detection Probability g ^ 

of the mean number RsT of 
The calculated factor Ĥ  = (1 -.Jl/K^T G)' signal pulses in the transient is 
appears in the exponent of the false-alarm- given in Table 11, for purposes 
frequency formula given in Eqs. 29 and 29'. , - . . . . • TI_ . ., » 

^ ' ° ^ of orientation. The important 
inference from this table is that 
a large signal rate is desirable, 
other factors being equal. 

The Edgeworth correction 
tern^, E(Q, y), contains various 
powers of the exponent and inverse 
powers of the nunnber of back­

ground pulses RN^b- This correction thus becomes appreciable only when 
the exponent is large and RNTb is small, i.e., just in the region of interest . 
To achieve adequately low false-alarm frequencies, Tb must be chosen not 
much larger than the transient duration T. Therefore the correction 
depends essentially on R N . For low background rates , E exceeds unity 
and rapidly becomes quite large as the exponent increases . Hence the 
fa l se -a la rm frequency becomes considerably larger than predicted by a 
simple formula that neglects the Edgeworth correction. The physical 
reason for this behavior is that the distribution at the CRM output is closely 
approximated by a Gaussian only in the vicinity of the mean level (where 
the exponent has small values), but deviates increasingly from a Gaussian 
for levels well above the mean. As the background rate increases , the 
distribution becomes increasingly Gaussian. 

The predicted fa lse-a larm frequency is plotted in Fig. 3, with 
assumed pa ramete r s as noted on the figure. This plot shows the serious 
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Fig 
-1 Predicted False-alarm Frequency in sec 

(due to random background excursions) 
for a Transient-alarm System, Based on a 
Nominal Detection Probability of 95% and 
Fixed Background Rate, as well as Fixed 
Transient Duration. The three curves 
shown correspond to different mean num­
bers of pulses in the transient. 

m i s t a k e o n e c a n m a k e b y n e g l e c t i n g t h e 

E d g e w o r t h c o r r e c t i o n . T h e a c t u a l f a l s e -

a l a r m f r e q u e n c y f o r a p r a c t i c a l c h o i c e of 

t i m e c o n s t a n t s T b i s e v i d e n t l y n o t n e c e s ­

s a r i l y p r e d i c t a b l e b y s t a t i s t i c s , i n a s m u c h 

a s t h e a c t u a l d i s t r i b u t i o n of t h e t r a c e i s 

n o t a d e q u a t e l y d e s c r i b e d b y t h e E d g e w o r t h 

c o r r e c t i o n b e y o n d a c e r t a i n r a n g e of p a ­

r a m e t e r s . T h i s c i r c u m s t a n c e p r o v i d e d 

t h e m o t i v a t i o n f o r a n e x p e r i m e n t a l m e a ­

s u r e m e n t of s u c h d i s t r i b u t i o n s a n d a s s o c i ­

a t e d f a l s e - a l a r m f r e q u e n c i e s w h i c h i s n o w 

u n d e r w a y . T h i s m e a s u r e m e n t w i l l t a k e 

c o n s i d e r a b l e t i m e , b u t s h o u l d e v e n t u a l l y 

y i e l d r e s u l t s f r o m w h i c h o n e m i g h t h o p e 

t o f i n d a s e m i e m p i r i c a l f o r m u l a t i o n f o r 

t h e f a l s e - a l a r m f r e q u e n c y . 

T h e a b o v e f a i r l y s t r a i g h t f o r w a r d 

s t a t i s t i c a l c o n s i d e r a t i o n s i m p l y t h a t t h e 

p e r f o r n n a n c e of a t r a n s i e n t d e t e c t o r i m -

p r o v e s w i t h b o t h s i g n a l a n d b a c k g r o u n d 

i n p u t r a t e . T h e s i g n a l r a t e r e s u l t s i n a 

l a r g e r e x p o n e n t i a l f a c t o r f o r a g i v e n r e ­

q u i r e d d e t e c t i o n p r o b a b i l i t y f o r a t r a n s i e n t , w h i l e t h e b a c k g r o u n d r a t e 

d e p r e s s e s t h e f a l s e - a l a r m f r e q u e n c y b y m a k i n g t h e d i s t r i b u t i o n m o r e 

G a u s s i a n f o r l a r g e v a l u e s of t h e e x p o n e n t . 

M o r e g e n e r a l l y , t h e p e r f o r m a n c e of b o t h s l o w a n d f a s t p r o c e s s o r s , 

w i t h e i t h e r v i s u a l o r a l a r m - l e v e l - m o n i t o r e d o u t p u t , d e p e n d s o n t h e d e t e c ­

t i v i t y , Q. T h i s i m p l i e s t h a t a n i n c r e a s e of b o t h s i g n a l a n d b a c k g r o u n d 

r a t e s b y a f a c t o r k a c t u a l l y i m p r o v e s p e r f o r m a n c e b y t h e s a m e f a c t o r ( i n 

c o n t r a s t to t h e s u p p o s i t i o n s o n n e t i m e s m a d e t h a t t h e s i g n a l - t o - b a c k g r o u n d 

r a t i o d e t e r m i n e s p e r f o r m a n c e of c o u n t i n g e q u i p m e n t ) . L i k e w i s e , e f f o r t s t o 

r e d u c e t h e b a c k g r o u n d a r e f u t i l e a n d i n f a c t w o r s e n e q u i p m e n t p e r f o r m a n c e 

if t h e y a l s o r e d u c e t h e s i g n a l by m o r e t h a n t h e s q u a r e r o o t of t h e r e d u c t i o n 

f a c t o r . T h a t m a y b e t h e s i n g l e m o s t i m p o r t a n t c o n c l u s i o n f r o m t h i s a n a l y s i s 

of d e t e c t i o n s t a t i s t i c s . 

T h e l e g i t i m a t e o b j e c t of r e l i a b i l i t y i m p r o v e m e n t m u s t b e t h e 

s t r e n g t h e n i n g of Q . A n y m e a n s t h r o u g h w h i c h t h a t g o a l m i g h t b e a c h i e v e d 

s h o u l d b e w o r t h c o n s i d e r i n g , a n d t h e i r c o s t m u s t b e c a r e f u l l y w e i g h e d 

a g a i n s t t h e p o s s i b l e c o s t of a n u n d e t e c t e d f u e l f a i l u r e . S e c t i o n VI m e n t i o n s 

s o m e p r a c t i c a l s u g g e s t i o n s a l o n g t h i s l i n e . 



VI. SITING OF THE DNP DETECTION STATION 

The advantages of detection directly on a main coolant duct have 
been mentioned in severa l places in the preceding sections; it is perhaps 
useful to summarize such advantages here and further contrast them 
with some special advantages obtainable only from a loop site. 

Considerations that favor a direct site include: (1) the shortest 
possible delay between occurrence and announcement of a serious fuel 
failure; (2) 100% sampling efficiency, thus making an event in which a 
few pieces of debris are thrown into the coolant unequivocally detectable; 
and (3) very good detection s ta t is t ics , allowing a fairly reliable and ex­
tremely low fa l se -a la rm frequency, as discussed in detail in Section V. 

There a re , on the other hand, some drawbacks: 

1. Detectors , signal cable, and other sensitive equipment are 
exposed to a higher tempera ture , and a considerably higher irradiation, 
than for a loop site. (Current-pulse amplification" can, however, 
circunnvent the need for local preamplifiers.) 

2. Routine maintenance on detectors may be difficult unless de­
tectors can be located in reentrant straight channels, which then still 
would require massive shielding. 

3. Neutron background from the core, specifically, is expected 
to require considerable attenuation through (at least) a shadow shield. 

4. Space must be found not only for this shield, but for a local 
graphite stack which provides reasonably efficient moderation of delayed 
neutrons from a section of duct. 

A loop site, on the other hand, can claim (in addition to better 
environmental conditions, easier maintenance, modest shielding requi re ­
ments , and a readily implemented moderation assembly) the unique 
advantage of allowing calibration at any time by simply shutting the loop 
flow down and inserting a standard source (as provided for in the FERD 
system, for example). The background rate for no loop flow further 
allows one to determine the gamnna background due to coolant activation 
alone and thus provides a ready check of the existing coolant contamina­
tion with fissionable nnatter. In conjunction with chemical analysis or 
m a s s - s p e c t r o m e t r i c analysis of coolant samples, this provides an est imate 
of surface adhesion in the core region. 

The cost of loop systems that perform reliably must include the 
design of an efficient sampling manifold (absence of such a manifold is 
believed to be the worst feature of the FERD loop). This emphasizes the 



need for adequate lead t ime in des igning the f u e l - f a i l u r e d e t e c t i o n s y s t e m . 
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Fig. 4. Reentrant Duct for Loop DNP Detector Station. The duct is surrounded by vacuum jacket A, 
for heat insulation; Bellows B allows for thermal expansion. Duct C allows insertion of a 
heating element for startup or standard source for calibration. Counters, indicated sche­
matically, are placed close to the duct in a moderator (graphite) environment. 

T h e c o s t of a d i r e c t s i t e i s n o t r e a d i l y e s t i m a t e d , b u t i s p r o b a b l y 

h i g h e r t h a n a l o o p s i t e , e v e n w h e n a l l o w a n c e i s m a d e f o r t h e p u m p ( $ 2 0 , 0 0 0 

fo r t h e r e c t i f i e r a n d D C E M p u m p i n s t a l l e d i n F E R D ) . 

T a b l e I I I s u m m a r i z e s t h e s e m a t t e r s . 

TABLE III. DNP Detector Siting Considerations 

I ClOSE Site 

Delay Shortest possible. 

Signal strength High (weak decay enroule, long passage through detector Held ol 

view, total sample). 

Background Very sirong; shielding essential. 

Stalislics Favorable, in view of high count rates, allowing (asl decision 

Longer, 

Low (stronger decay enroute, fast passage through detector, small and 

uncertain sample!. 

Polenlially down lo coolant contamination. 

Poor; low count rales, last decision doubtful 

Unfavofable because o( uncertainly o( sampling. 

Major cost items Shielding against core neutrons; radiation and heat-toleranl 

components; provisions lor removal ol InslrumenI package. 

Maintenance Foreseeably ditticult. 

Calibration Not possible during reactor operation. 

OCEM pump; shielding ol all duels lor personnel salety. 

Relatively straightforward. 

Any time, t>y shutting down loop How. 



VII. CONCLUSIONS 

Fuel-fai lure detection in an LMFBR plant has two somewhat dif­
ferent objectives: (1) diagnosis of the failure, including type and degree 
of cladding perforation and eventual location of the failed elennent or its 
subassembly; and (2) rapid and effective warning of a major failure in­
volving emission of debr is , which in turn resul ts in direct blocking of the 
coolant flow, or in the innminent danger of such blocking. 

For objective 1, a variety of detection methods have been devel­
oped in connection with other types of reactor plants, among others , 
direct DNP monitoring of the coolant. For objective 2, only DNP moni­
toring in conjunction with flowmeters and similar devices that rapidly 
respond to the effect of a serious failure, has the potential of adequate 
speed of response. 

This potential must, however, be developed by specific innprove-
ments in design. Some of these improvements also make a DNP nnonitor 
more useful for purely diagnostic purposes. It may become apparent, 
through some unforeseen development in plant design or instrumentation, 
that objective 2 can be adequately met by other nneans alone. Even if 
this should happen, improvements in the design of a DNP detector instal­
lation on one hand, and improvements in the art of information processing 
on the other hand, will strengthen the capability of DNP monitoring to 
provide more reliable detection as well as more discrimination between 
different types of failure. 

In addition to reliability and discrimination, the principal requi re-
nnent of objective 2 is speed. This calls for the design of a DNP detection 
station directly sited on the main coolant duct (or several such stations 
where the flow is divided). In contrast , a policy of pr imari ly diagnostic 
use of fai lure-detection equipment nnay prefer a sampling loop. The 
design of such an installation is relatively straightforward; development 
of an efficient intake manifold is the principal problem to be solved. A 
direct si te, however, is inevitably nnore reliable. On the one hand, 
sannpling of possible debris is inevitably uncertain when the number of 
such pieces of debris is small . On the other hand, stat ist ical considera­
tions, discussed in detail in Section V, favor a detection location for 
which both signal and background are strong. 

As regards optinnization of the detection system, a direct site 
will mainly require improved gannma discrimination, while a loop site 
would need improved neutron sensitivity. As considered in the appendix, 
these requirements can be met by different types of detectors , which in 
turn require different e lectronics . 
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P r o c e s s i n g of the c o u n t - r a t e s igna l s d e l i v e r e d by the D N P - s e n s i n g 
channels r e q u i r e s equ ipmen t of the h ighes t s t ab i l i t y and r e l i a b i l i t y , d e ­
s igned spec i f i ca l ly for fas t d e l i v e r y of a v e r d i c t upon the o c c u r r e n c e of a 
t r a n s i e n t . This m a t t e r has r e c e i v e d insuff ic ient a t t en t ion , for which r e a ­
son it is s o m e w h a t e m p h a s i z e d in th i s r e v i e w . Whe the r such p r o c e s s i n g 
is b e s t effected by e l e c t r o n i c equ ipmen t spec i f i ca l ly d e s i g n e d for the 
p u r p o s e , or by p r o g r a m m i n g a c o m p u t e r , is s t i l l a m a t t e r of d iv ided 
opinion. Spec ia l equ ipmen t invo lves some d e v e l o p m e n t cos t . A c o m p u t e r , 
on the o ther hand, r e q u i r e s c o n s i d e r a b l e so f twa re , which m a y e a s i l y c o s t 
m o r e than the h a r d w a r e . Since the DNP m o n i t o r i s p r e s u m a b l y on l ine 
whenever the p lan t is in ope ra t i on , the c o m p u t e r would be t i ed up m o s t of 
the t i m e . The r e q u i r e m e n t of a v e r y l a r g e m e m o r y of s h o r t w o r d length 
is a l so not r e a d i l y m e t by c o m m e r c i a l l y ava i l ab l e d ig i ta l c o m p u t e r s . In 
p r inc ip l e , a c o m p u t e r would al low cont inuous c o r r e l a t i o n of a n u m b e r of 
s e n s o r s and thus might r e v e a l inc ip ien t d a n g e r , o r he lp in l oca t ing fuel 
f a i lu re s in the c o r e . However , the de ta i l ed p r o g r a m m i n g th rough which 
this d e s i r a b l e end might be r e a l i z e d i s v e r y u n c e r t a i n a t th i s t i m e and 
defines yet ano the r p r o b l e m a r e a in which work m a y be n e e d e d . 
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APPENDIX 

Detection of Delayed Neutrons in the Presence of Activated Sodium 

Delayed neutrons a re emitted with quasi-Maxwellian energy d is t r i ­
butions at mean energies of 400-600 keV. This makes fast-neutron detec­
to r s , which generally beconne effective only in the MeV region, unsuitable 
(even when the gamma background is not considered) and therefore makes 
moderation of the neutron energy spectrum mandatory. The strong gamma 
background now comes into play and nnakes hydrogenous moderators and 
beryll ium equally unsuitable, since these media emit photoneutrons. The 
main decay radiation of 2.75 MeV of the ^''Na activity is above the photo-
neutron threshold of both 'Be and ^H (the latter being always present in 
natural hydrogenous media). Production of adequate quantities of dedeu-
terated hydrogen, which could then be loaded into zirconium (or sinnilar 
hydrogen-occluding metals) or else fabricated into suitable radiation-
res is tant organic moderator (e.g., biphenyl), is possible in principle but 
probably too expensive. Thus, the only practical moderator is graphite. 
The nuclear pa ramete r s of graphite that come into play in moderation a re 
sufficiently worse than those of hydrogen to require a rather large stack 
of graphite, which must be arranged in quasi-cylindrical geometry about the 
coolant duct. Calculations show that the optimum location of detectors is as 
close to the duct as possible; practically, however, each detector creates a 
void which interferes with moderation. At some point, an optimum tradeoff 
is thus reached. 

Some of these mat ters were investigated when the FERD loop was 
designed. The test a r rangements a re described in Ref. 14. However, fur­
ther investigations a re desirable since the des«:ribed tests were somewhat 
res t r ic ted by time and budget considerations. Widening of the duct in the 
modera tor (which, for various reasons, was not deemed advisable for the 
FERD loop) may perhaps be reconsidered; a re-entrant duct, as sketched 
in Fig. 4, would offer certain advantages. Lengthening of the entire detec­
tion station, prevented in FERD by lack of space, would be a simple means 
of improving performance. 

When the detection geometry has been set, there remains a choice 
between a number of different types of sensors , with different gamma r e ­
jection, neutron sensitivity, and heat and radiation tolerance. Gas p re s su re 
and detector s ize, shielding, electronics, and other variables provide further 
options. The dominant theme in this search is the achievement of an accept-
able level of gamma background at the highest possible neutron-sensing effi­
ciency. The gamma background is not only objectionable from the point of 
view of performance quality (as discussed in Section V), but moreover tends 
to vary with reac tor operational history. Indeed, if an important gamma 
background component remains after the best available means of background 
reduction has been chosen, this would have to be measured in a separate 
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channel and p r o p o r t i o n a t e l y s u b t r a c t e d f r o m the b a s e l e v e l of the a l a r m 
d i s c r i m i n a t o r or o the r indica t ing d e v i c e . The fol lowing d i s c u s s i o n t h e r e ­
fore c e n t e r s on background r educ t ion . 

G a m m a rad i a t i on is only weak ly a b s o r b e d by the gas in the c o u n t e r ; 
i t s effect is l a r g e l y due to i n t e r a c t i o n wi th c o u n t e r w a l l s , p r i n c i p a l l y Compton 
s c a t t e r i n g , which r e s u l t s in r e c o i l e l e c t r o n s . The d i f f e r e n t i a l s c a t t e r i n g 
c r o s s sec t ion for th is p r o c e s s a m o u n t s to 300-550 m b / s r p e r e l e c t r o n in the 
1- to 2 .7-MeV e n e r g y r a n g e for f o r w a r d s c a t t e r i n g (within a few d e g r e e s ) , 
but d r o p s off r ap id ly with s c a t t e r i n g angle (60-100 m b / s r p e r e l e c t r o n a t 
20°). Table IV gives the e n e r g y of the s c a t t e r e d e l e c t r o n s for f o r w a r d 
s c a t t e r i n g for the two g a m m a r a y s e m i t t e d in '̂̂ Na d e c a y . In add i t ion to 
tha t r ad ia t ion , ^''Na is a s o u r c e of B r e m s s t r a h l u n g f rom the 4 - M e V be t a 
p a r t i c l e s , and p r i m a r y g a m m a s a r e r e a d i l y s c a t t e r e d and thus d e g r a d e d 
in e n e r g y before they r e a c h the c o u n t e r . Tab le IV a l s o g ives t he r a n g e in 
N T P BF3 g a s , and in a l u m i n u m , of e l e c t r o n s of f o r w a r d - s c a t t e r i n g e n e r g y . 

TABLE IV. P r o p e r t i e s of ^''Na G a m m a R a d i a t i o n of 
I n t e r e s t to Counting in This B a c k g r o u n d 

E-y, 
e = -n/Z 

MeV e,. R ( e r ) R ' ( e r ) ^ r R ( e r ) R ' ( e r ) 

2.76 
1.37 

2.52 
1.16 

160 
66 

0.18 
0 07 

2,33 
1 00 

140 

59 
0 16 
0 065 

14.70 
21.30 

H e r e , e-^ = Compton e l e c t r o n e n e r g y when photon is s c a t t e r e d 
th rough 6; 0 = e l e c t r o n s c a t t e r i n g angle (deg); R ( e r ) = r a n g e 
(in.) of r e c o i l in B F , gas at N T P , and R'(ej.) = r a n g e (m. ) of r e ­
coil in a l u m i n u m . 

The range in a l u m i n u m i n d i c a t e s tha t s u c h e l e c t r o n s can s t a r t a t 
cons ide rab l e depth and s t i l l r e a c h the c o u n t e r g a s ; in fact , for a t h i n - w a l l e d 
counte r , e l e c t r o n s can o r i g i n a t e in s c a t t e r i n g p r o c e s s e s ou t s ide the coun­
t e r . B e c a u s e of th is c i r c u m s t a n c e , the p i l eup can a c t u a l l y w o r s e n if coun­
t e r s a r e w r a p p e d in lead shee t , with the object of sh i e l d i n g . (Lead has a 
cons ide rab ly l a r g e r Compton c r o s s s ec t i on than g r a p h i t e . ) 

The range in BF3 i n d i c a t e s , on the o t h e r hand, tha t only a s m a l l 
f ract ion of the e l e c t r o n ' s k ine t i c e n e r g y can be t r a n s f o r m e d in to i o n i z a t i o n 
before the e l e c t r o n s t r i k e s the oppos i te wa l l . The d o m i n a n t effect of m a n y 
such e l e c t r o n t r a v e r s a l s is t h e r e f o r e a l a r g e n u m b e r of p u l s e s , i nd iv idua l ly 
much s m a l l e r than t hose r e l e a s e d by n e u t r o n c a p t u r e in the gas (cf. T a b l e s IV 
and V). The o b s e r v e d p u l s e - h e i g h t s p e c t r u m , h o w e v e r , wi l l ex tend to con­
s ide rab ly l a r g e r pu lse he igh t s than the m e a n pu l se he ight , b e c a u s e (a) s e v ­
e r a l s m a l l pu l s e s can pi le up at high input r a t e s , and (b) o c c a s i o n a l l y a 



Compton electron is scat tered about inside the counter and thus delivers 
more energy. When the gamma radiation has an energy comparable to the 
energy re lease from neutron absorption, the pulse-height spectrunn due to 
the gamma background may overlap the pulse-height spectrum generated 
by neutron capture. Gamma discrimination thus is a mat ter of degree, and 
must fail when the strength of the gamma source exceeds a certain limit. 

TABLE V. Neutron-detection Pa rame te r s 

Products (energies, MeV) 

' H (0.572), ' H (0.191) 

•"He (2.05), ' H (2.74) 

93% *He ( l ,47)+'Li (0.84) + 7 (0.45); 
7% *He (1.78)+'Li (1.01). 

2 fragments (-60 and 90) 

2 fragments (-60 and 90) 

Nuclide 

' H e 

' L i 

'"B 

235u 

" ' P u 

Q. 
MeV 

0.764 

4.78 

2.79 

-180 

-180 

Oth.^ 
barns 

5400^ 

945b 

4010t> 

580 

740 

^Oth = cross section for neutrons of mean velocity 2200 m / s e c . 
hCross section inversely proportional to velocity. 

There a re severa l means of raising this limit, for which a price 
generally must be paid in neutron-detection efficiency. A given installa­
tion thus tends to have an optimum tradeoff; and certain types of counters, 
in a certain geometry, with certain channel electronics, will result in the 
best neutron-detection efficiency at an acceptable gamma background. 
Another important consideration, however, is the stability of different 
types of sensors in continuous exposure to high temperatures and radia­
tion levels, which may make some otherwise attractive choices unsuitable. 
In the res t of this appendix, some of the means through which the neutron-
to-gamma count rat io can be improved are discussed under separate head­
ings; usually a combination of such measures is most suitable. 

1. Shielding 

Each counter may be surrounded by a certain thickness of lead (or 
some other medium of high density, such as depleted uranium), or else the 
entire duct, as it passes through the graphite stack, may be covered with a 
shield. Unfortunately, significant attenuation of the highly energetic gammas 
emitted by the activated coolant requires a rather massive shield: the thick­
ness needed for attenuation by a factor of ten amounts to 7 cm of lead or 
4 cm of uranium. Assuming that the mechanical problems created by the 
•weight of an effective shield can be solved, the effect of shielding on moder­
ation and geometry, which tends to reduce the neutron-counting efficiency. 
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must be carefully evaluated. As repeatedly s t ressed in the body of this r e ­
port, any reduction in the neutron-detection efficiency, say by a factor k, 
must be accompanied by a k'-fold reduction in background in order to do 
any good. The outlook for shielding is therefore pess imis t ic . If any other 
method of reducing the gamma background count still does not produce 
acceptable results , it may be necessary to shield, even though stat is t ical 
performance becomes worse. A further possibility, which might be con­
sidered when everything else fails, is the use of enriched ra ther than de­
pleted uranium, perhaps in addition to a shield. The graphite stack is thus 
converted into a neutron-multiplying assembly. Calculations indicate that 
a multiplication up to 20 is readily feasible and improves the neutron-flux 
distribution without seriously worsening detection s tat is t ics . (Fluctuations 
in the neutron count are increased by multiplication, an effect that is used 
in Rossi-alpha and similar measurements.) 

2. Counter Geonnetry 

In proportional counters filled with a neutron-detecting gas, neutron-
detection efficiency varies with volume and filling p ressure , while gamma 
background (cf. Table IV) varies with surface area . If every gamma-induced 
pulse were counted, one would obtain the lowest background by using a single 
large counter, with the highest practical gas p ressure . Actually, the gamma 
background at the channel output is due to either pileup of a fairly large num­
ber of individual pulses, or to single Compton electrons which have been 
multiply scattered inside the counter. Concentrating, for the moment, on 
pileup, one can obtain an order-of-magnitude estimate from a drast ical ly 
simplified model of this basically connplex process; a more refined calcu­
lation would require considerable effort. Let each gamma absorption de­
liver a square pulse of duration T and height h to the amplifier, while the 
discriminator is set to accept all pulses above height H For a pulse rate R 
(due to gannma absorption only), the resulting count rate is 

_ R R T ( R T ) J - ' J R T ( R T ) J 

1 + RT ^ ( j - 1)'. - T j ' . ( l + R T ) ' ''^•^' 

where 

j = H/h, (A. 2) 

and (j + l)-fold and higher-order pileup is neglected (in view of the rapid 
decline of the pileup rate with order). 

The pulse rate R scales with wall area or counter radius: 

R ~ r. • (A.3) 



Similarly, the height h of individual pulses scales with counter diameter 
and p r e s s u r e , assuming that the amount of ionization deposited in the coun­
ter gas is approximately proportional to the t rack length. Thus, 

pr- (A,4) 

We may now compare count rates for two arrangements of equal neutron 
sensitivity, first considering k small counters versus one large counter 
of equal total volunne, all operating at the same filling p re s su re . Let 
pr imes denote the multicounter system; then the relation between total 
count rates is 

R' R^k , (A,5) 

and the order of pileup required to reach the discriminator bias H is 

j ' = j ^ k . (A. 6) 

Inserting these relations in Eq. A. l , using Stirling's approximation for fac­
tor ia ls , and rearranging, one finds the ratio of count rates to be 

•A •'v^(Ty2Vl) S-1 1 + 
S ( S - 1) ( R T ) ' 

2 1 + S R T " 
(A.7) 

w h e r e S = k '^ ' . T h i s equa t ion shows tha t the b a c k g r o u n d count r a t e i s m u c h 
l o w e r for t he m u l t i c o u n t e r s y s t e m t h a n for the s i n g l e - c o u n t e r s y s t e m . As a 
n u m e r i c a l e x a m p l e , le t T = 0.1 jusec, R = 4 x l O ' p p s , j = 6, and S = 2 
(four c o u n t e r s a g a i n s t one ) . The p i l eup count r a t e then c o m e s to about 
164 cps for the s ing l e c o u n t e r ; the f o u r - c o u n t e r a r r a n g e m e n t r e d u c e s th i s 

to 2 X 10" c p s . 

We nex t c o m p a r e c o u n t e r s of i d e n t i c a l n e u t r o n s e n s i t i v i t y at d i f fe r ­
ent p r e s s u r e s . Le t p r i m e s now deno te the h i g h - p r e s s u r e , s m a l l c o u n t e r ; 
then r = k r ' , w h e n c e p = p ' / k ' ' , h' = hk, and R' = R / k . 

P r o c e e d i n g a s a b o v e , we now find 

, l A / ; \ ( k - l ) / 2 k 
C ' 

J 

•/V VZTTT^ 

(A.8) 

If we i n s e r t t he p a r a m e t e r v a l u e s c o n s i d e r e d above , th i s p r e d i c t s a count 
r a t e of abou t 3 x 10* cps for a h a l f - s i z e , fourfold p r e s s u r e c o u n t e r . 

T h e m a r g i n s of t h e s e p r e d i c t i o n s a r e so l a r g e tha t r e v e r s a l of the 
j u d g m e n t they i m p l y t h r o u g h m o r e re f ined c a l c u l a t i o n s ( including ef fec ts 
of e l e c t r o n s c a t t e r i n g ) i s h igh ly un l ike ly . 
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Equations A.7 and A.8 thus suggest the followmg effective measures 
for the reduction of gamma background m connection with active-gas coun­
ters (a) many counters of small size and moderate filling p ressu re m-
stalled so as to face the gamma source with their smallest dimension: 
(b) counter types and associated electronics that yield the shortest possible 
pulse length; and (c) a neutron-sensing reaction that yields the highest 
available neutron pulse height, H. The last two suggestions a re discussed 
below. 

3, Neutron Detector Type 

The number of strong nuclear reactions with thermal and epithermal 
neutrons resulting m emission of a charged particle is limited to those listed 
in Table V, Only ' "B and 'He can be incorporated m a gas filling: the other 
nuclides must be applied as a surface coating. The above remarks on coun­
ter size and pressure specifically consider only active-gas fill, i ,e, , BF^ 
and 'He proportional counters. Table V indicates that the slightly higher 
cross section of 'He is more than compensated for by its par t icular ly low 
reaction Q value, which sets the discriminator bias H and thus the multi­
plicity of the pileup, according to Eqs, A l , A,2, and A.6, These equations 
show that gamma discrimination with 'He counters is a lost cause (as readily 
confirmed by use of these counters). Even in the absence of gamma back­
ground, the long-term stability of 'He counters, part icularly in a difficult 
environment, is considerably worse than that of BFj counters, as a matter 
of general experience. This type of counter is therefore practically el imi­
nated from further consideration m connection with the problem under 
consideration, 

BF3 proportional counters a re now available in a large variety of 
filling pressures , diameters, lengths, and anode sizes Special counters of 
rugged construction and high quality of fabrication, with very good insula­
tors , can be delivered. The main drawback of this type of counter is the 
relative length and fluctuation of the pulse r iset ime, which makes reduction 
of pileup through sharp clipping increasingly difficult beyond about 200 nsec. 
(Pulses of somewhat different r isetime but identical height are turned into 
pulses of different height by clipping.) Counters filled to more than atmo­
spheric pressure require a rather high polarizing voltage and generally 
have worse plateaus than low-pressure counters. Moreover, the gas tends 
to dissociate at high temperatures , and the released fluorine attacks the 
wall while boron is deposited on insulators . For these various reasons, 
BF3 counters are not suitable for extreme environments. 

Less neutron-detection efficiency is available from counters that 
have a boron deposit on the cathode. At the same t ime, such counters offer 
a particular advantage as regards gamma discrimination With a low-
pressure gas filling of a "fast" gas (such as methane), pulse r i se t ime be­
comes remarkably short and clipping to less than 50 nsec is possible; 
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the gamma-discr iminat ion possibili t ies of clipping are apparent from the 
above equations. The choice between many small counters and one large 
counter is again in favor of many counters, which evidently provide the 
largest wall a rea and hence the best neutron sensitivity. However, the 
limit is reached when the alpha range (of the order of 1 cm) becomes com­
parable to counter dimensions. Boron-wall counters are rugged and stable 
at high t empera tu res and require polarizing voltages roughly one-third to 
one-half of comparable BF3 counter voltages. 

Fo r very strong gamma fluxes, one may have to resor t to a lithium-
coated counter, with a ra ther weak cross section but a very useful pulse 
height. Such counters a re not available commercially and would have to be 
developed. Lithium fluoride coatings are readily evaporated or sputtered; 
either the tri ton or the alpha part icle is readily counted. 

Even more hostile environmental conditions may require fission 
counting. Although it has a bet ter cross section, " ' P u also has a prohibi­
tively large alpha background and is therefore useless for large detectors . 
The discrimination against gamma radiation available from fission pulse 
chambers is far superior to that of any other detector, and can be further im­
proved. Small plate spacing, not exceeding a few mil l imeters and a high 
polarizing voltage can resul t in current pulses of 10- to 20-nsec duration, 
which evidently allow a spectacular reduction in pileup, provided that the 
channel electronics can process such pulses (as considered further in 
Section 4 of this appendix). The neutron-detection efficiency of fission 
chambers is limited by (a) a relatively small cross section, which drops 
rapidly to very low values in the epithermal region; and (b) the short 
range of fission fragments in the applied fissionable coating, which linnits 
such coatings to a few hundred /jg/cm' (rang^ approximately 10 mg/cm ). 
Thicker coatings result in integral pulse-height distributions with a strong 
slope (many fragments lose much of their energy in penetrating the coating); 
such pulse-height distributions eventually require more stability of the elec­
tronics than can be provided. Moreover, heavier coatings contribute largely 
small pulses, which are elinninated by the discr iminator . To innprove detec­
tion efficiency, it is thus necessa ry to increase the cathode area , usually 
through a multiplate s t ruc ture . This, in turn, increases the device capacity. 
Before the advantages of current -pulse amplification ' were realized, the 
largest pract ical capacity was about 200 pF; current-pulse amplification 
extends this limit, and also allows remote location of the preamplifier, as 
discussed in Section VI, Multiple-cell proportional counters could be con­
structed with a ra ther high efficiency per unit volume, but would be expen­
sive to build and relatively fragile. Pulse ion chambers , which offer about 
three t imes the detection efficiency per unit volume of available commercial 
types, while delivering pulses of about half the length, can be readily de­
signed,'* The environmental conditions in which neutron sensors have to be 
used are likely to become steadily worse in future applications, not only in 
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connection with failed-fuel detection, but also for flux and power level 
monitoring. A design and testing program would therefore appear to offer 
great potential benefits. It should be s t ressed that, m contrast to the avail­
ability of a great variety of BF3 proportional counters, the design of com­
mercial fission chambers offers little choice between a number of models 
that were originally used m conjunction with then-available slow electronics; 
no significant improvements have been made for the last 15 yea r s . 

4, Electronics 

As pointed out in Section 3 above, the length of pulses has an ex­
tremely strong influence on the degree of gamma-background rejection of 
a neutron count channel. To exploit this possibility, amplifiers and d is ­
criminators with at least 100-MHz bandwidth are essential . Such circuits 
must, moreover, have low input noise and very good stability, both short-
te rm and long-term. 

Suitable current-pulse amplifiers'^ and discr iminators of very good 
stability are ava i l ab l e , " ' " External feedback stabilization of an amplifier-
discriminator'^ can effect further improvement, which in turn should make 
the use of counters with high sensitivity and somewhat poor plateau slopes 
realizable. Shape discrimination between electrons (from gamma absorption) 
and heavily ionizing particles (due to neutron absorption) has been advanced, ' 
Improvements in the technology of field-effect t rans i s to rs now allow input 
amplifiers with remarkable bandwidth yet low noise, '° The outlook for sig­
nificant improvements in electronic channels for neutron detectors is thus 
extrennely favorable. 

5. FERD Installation 

A note may be added concerning the development of the FERD sys ­
tem detection equipment. The electronics originally provided were based 
on voltage-pulse amplification and thus required local preamplifiers using 
vacuum tubes; the main amplifier and discriminator was a t ransis tor ized, 
modular unit using t ransis tor types then available. Overall bandwidth was 
about 40 MHz, allowing pulse-length reduction to 50 nsec. In a ser ies of 
tests , counters of various types, exposed to mixed neutron and gamma 
radiation, were used as channel inputs, and different clipping and high-
voltage options were investigated by running discr iminator bias curves; 
some of this work was also done with conventional electronics. For fission 
chambers of Westinghouse type, a significant reduction in the gamma back­
ground was observed when pulses were clipped down to the limit imposed by 
the old-fashioned design of the fission chambers. As expected, BF3 cham­
bers yielded much less gamma discrinjination, and plateau curves became 
unusable when short clipping was attennpted; boron-lined counters provided 
much faster pulses, although worse plateaus with modest clipping, and under 
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weak gamma irradiat ion, than BFj counters. As gamma irradiat ion was 
increased, and pulses shortened, the plateaus of boron-wall counters be­
came only gradually worse and were thus far better than those of BF, 
counters under the strongest gamma irradiation available. The '*Na 
gamma source for these tests was a quantity of ordinary salt, i rradiated 
in the CP-5 reactor and then dissolved in distilled water; this source 
could be raised from a shielded container with gas p ressure , into a stand-
pipe. Neutrons were provided by using americium-beryll ium sources and 
by placing a small bottle of heavy water into the gamma flux. 

The scope of these tests was limited by time and budgetary consid­
erat ions and used electronics that are now superseded, A new ser ies of 
s imi lar tes ts of neutron channels in strong gannma backgrounds would 
therefore be useful. 

The gist of this appendix is summarized in Table VI, 

TABLE VI Neutron Sensors 

Detector Type 

^He admixtures 

IOBF3 

lOB-coated cathode 

^Li-coaled cathode 

FIs&ion chamber 

(standard) 

Fission chamber 

(spKlal) 

Neutron Sensitivity 

Highest, 

About 80% of equivalent 
'He counter 

About 50* o( BF3 counter 

tilled to 1 atm 

About 20% o( '^B-coaled 
counter 

About 2 - 3 * ol Bf3; 
depends on neutron 

spectrum 

About 5-?* of BFj 

possible. 

Gamma Discrimination 

Very poor; unusable except in 

mildest background. 

Fair, useful (0 medium-strong 

gamma background 

Much better than BF3, takes 

(airly sirong background 

Order of magnitude better 
than "^B-coated counter 

Best available with commer­

cial detectors 

One to three orilers ol mag­
nitude better than conMn-
ttonal lission chamber. 

Environmental StatHlity 

Poor; deteriorates readily 

Fair up (0 KXPC 

Fair up to 200-MCPC 

Fair up (0 2OO-30tf*C 

VKygood. 

Very good. 

• 

AvailaUllty 

Only a few types dttred. 

Many types, filling pr tssurn . 

Only a few offered. 

None offered 

Several types different envi­

ronmental hardness, but 

essentially same design 

Not available 
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